
 

July 31, 2019 
 
 
Bureau of Waste Site Cleanup 
Southeast Regional Office 
Massachusetts Department of Environmental Protection 
C/o Angela Gallagher 
Site Remediation Section 
20 Riverside Drive 
Lakeville, MA 02347 
 
RE: Immediate Response Action Status and Remedial Monitoring Report #31 

Barnstable County Fire Training Academy Facility 
155 South Flint Rock Road 
Hyannis, Massachusetts 

 DEP Release Tracking No. 4-26179 
Project Number #6206 

 
Dear Ms. Gallagher: 
 
Nover-Armstrong, a Division of BETA Group, Inc. (BETA) has prepared this Immediate Response Action 
(IRA) Status and Remedial Monitoring Report (RMR) for the Disposal Site referenced as the Barnstable 
Country Fire Training Academy (the BCFTA or facility) located at 155 South Flint Rock Road in Hyannis, 
MA (the Site) on the behalf of Barnstable County.  This report was completed in accordance with 
Massachusetts Contingency Plan (MCP) - 310 CMR 40.0000.   
 
This is the 31st monthly IRA RMR Status report.  It documents the IRA/RMR activities being conducted 
to address a release of PFOS/PFOA to groundwater, soils, surface water, and sediments located at the 
Site. A potential Imminent Hazard (IH) condition and Condition of Substantial Release Migration were 
previously identified at the Site. This letter report specifically addresses the status of the Site 
groundwater pumping and treatment system (GWPTS) during the monthly reporting period from June 
1 to June 30, 2019. 
 
The completed BWSC105 Immediate Response Action (IRA) Transmittal Form and attached BWSC105A 
and BWSC105B IRA Remedial Monitoring Report Forms are being submitted to the MassDEP 
electronically via the eDEP system.  This letter is being submitted to the Massachusetts Department of 
Environmental Protection (MassDEP) as an attachment to those forms.  Copies of these forms prior to 
electronic signature are included as Attachment A.   
 
BETA recently submitted the 30th IRA monthly RMR, which summarized the pump and treat system 
operations for the month of April 2019. During that period an average pump rate of 57.4 gallons per 
minute (gpm) was estimated and approximately 0.023 kilograms of PFAS were removed from the 
groundwater from May 1 to May 31, 2019.                                                                                                                                                                                                                                                                                                      
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IRA and Remedial System Status June 2019 
 
Continuing IRA activities during this reporting period have included the operation and monitoring the 
on-Site Groundwater Pump and Treatment System (GWPTS), including performance sampling of 
GWPTS, review and evaluation of the on-Site GWPTS operation and maintenance activities as they 
affect groundwater treatment, and periodic groundwater monitoring.    
 
During the current June reporting period, the treatment system was operable for approximately 28 
days.  There was one scheduled shutdown of the system during this reporting period (for an 
approximate total of 2 days): June 11, 2019 to June 14, 2019.  The scheduled shutdown was a result of 
a carbon changeout on June 12, 2019. The system was shutdown on June 11, 2019 due to high pressure 
build up in the LGAC vessels from significant iron fouling.  The system was restarted on June 13, 2019 
following the hydration of the carbon vessels.  
 
In July 2016, the USEPA revised their Health Advisory (HA) for two PFAS chemicals, PFOA and PFOS, to 
0.070 µg/L; the HA applies to each compound individually or for the total concentration of the two.  
Subsequently, MassDEP adopted the EPA HA.  On June 11, 2018, MassDEP's Office of Research and 
Standards (ORS) expanded on this HA and created the current ORS Guideline that applies to the 
individual concentrations or the total summed of five PFAS chemicals: PFOS, PFOA, Perfluorononanoic 
Acid (PFNA), Perfluorohexanesulfonic Acid (PFHxS), and Perfluoroheptanoic Acid (PFHpA).  Effective 
June 11, 2018, individual concentrations of any of these five compounds or the total concentrations of 
all are to be compared to the HA of 0.070 µg/L.   
 
On April 19, 2019 MassDEP released the Public Comment Draft 2019 Proposed MCP Method 1 
Revisions which include draft guidelines and/or risk standards for PFAS compounds in surface water, 
soil, and groundwater based on MassDEP ORS’ newer research conducted. This research concluded 
that the grouping of select PFAS compounds should extend to additional PFAS compounds that are 
closely related structurally.  Therefore, based on the structural similarity and data indicating a long 
serum half-life, MassDEP proposes to include a sixth PFAS compound, Perfluorodecanoic acid (PFDA), 
in the list of regulated PFAS compounds. The new drafted guidelines and/or risk standards for 
groundwater apply to the total summed of (the new draft) six PFAS chemicals: (PFOS, PFOA, PFNA, 
PFHxS, PFHpA, PFDA).  The total concentrations of these six compounds are compared to a draft GW-
1 groundwater risk standard of 0.020 µg/L. The analytical results for PFDA and the 2019 draft risk 
standards have been added to Table 1 of this report – see below. 
 
On June 27, 2019, BETA collected performance samples from the treatment system, while in operation 
at the time of sample collection.  Samples collected from the Influent (PRW-4), Midpoint and Effluent 
locations which were submitted to Maxxam Analytics of Mississauga, Ontario (Maxxam) for the 
laboratory analysis of Total PFAs via USEPA Method 537.2.   
 
Refer to the attached Table 1, attached, for a summary of the GWPTS PFAS analytical data. Individual 
concentrations of PFOS, PFOA, PFNA, PFHxS, PFHpA, and PFDA from the June 2019 GWP&TS sample 

collection are included on Table 1.  The laboratory report is included in Attachment B.  The total sum 
of the six PFAS concentrations in the Influent / PRW-4 sample, 9.040 µg/L, was significantly higher than 
the previously sampling results from the Influent, however only PFOA and PFOS concentrations were 
documented, the additional four PFAS compounds were not reported before June 2018.  These June 
2019 results are also still lower than historical concentrations detected in the groundwater at PRW-4 
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(the recovery well) from the onset of pumping in 2015 through 2016.  The higher PFAS concentrations 
in the Influent/PRW-4 during February through June 2019 may be a result of PFAS adsorbed to the 
increased iron sediment in the influent flow, as well as significantly increased infiltration from rainfall 
and snowmelt from the months of February through May.  As these conditions abated, the PFAS 
concentrations may have decreased as a result.   
 
PFAS concentrations were not detected in the Effluent sample above the laboratory reporting limits, 
which were well below the EPA/MassDEP HA.   PFAS concentrations were not detected in the Midpoint 
sample and were not above EPA/MassDEP HA. The PFAS concentrations from the Midpoint sample 
have decreased since the May 2019 sample, this is most likely indicative of new carbon after the carbon 
changeout on June 13, 2019.  BETA has hypothesized that PFAS adsorbed to iron particles present in 
the system may have contributed to the elevated PFAS concentrations.   
 
As noted, during the month of June, the system was operable for 27 days; there was one reported 
scheduled shutdown.  Approximately 1.975 million gallons of groundwater were treated at an average, 
estimated flow rate of 50.8 gpm (based on influent flow rate calculations) and 0.068 kilograms of PFAs 
were estimated to have been removed from the plume area during this reporting period.  Refer to the 
attached Table 2 for a summary of the GWPTS performance details.  
 
Sampling results, system performance details, and additional assessment work related to the ongoing 
response actions will be presented in the next IRA and RMR Status Report for the July 2019 reporting 
period.   A copy of the municipal notification to the Town Manager and other officials is included as 
Attachment C.  
 
 
Schedule of IRA Assessment Activities 
 
In July 2019, the quarterly groundwater monitoring of 12 selected (and MassDEP approved) monitoring 
wells located within the Disposal Site Boundary was conducted.  The July 2019 Reporting Period IRA 
Status Report will present the sampling program and results, which have not been received from the 
laboratory as of this date.  
 
In late August 2019, a public comment draft IRA Plan Modification report will be presented that will 
include proposed remediation modifications at the Site, including new groundwater recovery capacity 
upgrades/improvements, and a conceptual capping and storm water management plan for the Site. 
 
Sincerely, 
 
Nover-Armstrong Associates, Inc. 
 

      
Mykel Mendes        Roger Thibault, P.E., LSP 
Environmental Engineer      Senior Project Manager  
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Copy:   Jack Yunits, Barnstable County Administrator 

 Steve Tebo, Interim Deputy Administrator and Director of Facilities  
  

 
Attachments:  
 
Table 1 – Summary of Groundwater Pump and Treatment System PFAS Analytical Data 
Table 2 - Summary of Groundwater Pump and Treatment System Operating and Maintenance Data 
 
A:  BWSC 105, 105A, 105B Forms  
B:  Laboratory Report 
C: Municipal Notification Letter to Town Manager 



A. SITE LOCATION:

1. Release Name/Location Aid: BARNSTABLE COUNTY FIRE TRAINING ACADEMY

2. Street Address: 155 SOUTH FLINT ROCK ROAD

3. City/Town: BARNSTABLE 4. Zip Code: 026300000

5. Check here if this location is Adequately Regulated, pursuant to 310 CMR 40.0110­0114.

a. CERCLA b. HSWA Corrective Action c. Solid Waste Management

d. RCRA State Program (21C Facilities)

B. THIS FORM IS BEING USED TO: (check all that apply)
1. List Submittal Date of Initial IRA Written Plan (if previously submitted): 9/26/2016

2. Submit an Initial IRA Plan.

3. Submit a Modified IRA Plan of a previously submitted written IRA Plan.

4. Submit an Imminent Hazard Evaluation. (check one)

a. An Imminent Hazard exists in connection with this Release or Threat of Release.

b. An Imminent Hazard does not exist in connection with this Release or Threat of Release.

c. It is unknown whether an Imminent Hazard exists in connection with this Release or Threat of Release, and further assessment
activities will be undertaken.

d. It is unknown whether an Imminent Hazard exists in connection with this Release or Threat of Release. However, response actions
will address those conditions that could pose an Imminent Hazard.

5. Submit a request to Terminate an Active Remedial System or Response Action(s) Taken to Address an Imminent Hazard.

6. Submit an IRA Status Report

7. Submit a Remedial Monitoring Report. (This report can only be submitted through eDEP.)

a. Type of Report: (check one) i. Initial Report ii. Interim Report iii. Final Report

b. Frequency of Submittal: (check all that apply)

i. A Remedial Monitoring Report(s) submitted monthly to address an Imminent Hazard.

ii. A Remedial Monitoring Report(s) submitted monthly to address a Condition of Substantial Release Migration.

iii. A Remedial Monitoring Report(s) submitted every six months, concurrent with an IRA Status Report.

iv. A Remedial Monitoring Report(s) submitted annually, concurrent with an IRA Status Report.

c. Number of Remedial Systems and/or Monitoring Programs: 1

A separate BWSC105A, IRA Remedial Monitoring Report, must be filled out for each Remedial System and/or Monitoring Program
addressed by this transmittal form.

8. Submit an IRA Completion Statement.

a. Check here if future response actions addressing this Release or Threat of Release notification condition will be conducted as part
of the Response Actions planned or ongoing at a Site that has already been Tier Classified under a different Release Tracking Number
(RTN)

b. Provide Release Tracking Number of Tier Classified Site (Primary RTN):

These additional response actions must occur according to the deadlines applicable to the Primary RTN. Use the Primary RTN when
making all future submittals for the site unless specifically relating to this Immediate Response Action.

9. Submit a Revised IRA Completion Statement.

10. Submit a Plan for the Application of Remedial Additives near a sensitive receptor, pursuant to 310 CMR 40.0046(3).

(All sections of this transmittal form must be filled out unless otherwise noted above)

C. RELEASE OR THREAT OF RELEASE CONDITIONS THAT WARRANT IRA:
1. Media Impacted and Receptors Affected: (check all that apply) a. Paved Surface b. Basement c. School

d. Public Water Supply e. Surface Water f. Zone 2 g. Private Well h. Residence i. Soil

j. Groundwater k. Sediments l. Wetland m. Storm Drain n. Indoor Air o. Air

p. Soil Gas q. Sub­Slab Soil Gas r. Critical Exposure Pathway s. NAPL t. Unknown

r. Others Specify:

2. Sources of the Release or TOR: (check all that apply) a. Transformer b. Fuel Tank c. Pipe

d. OHM Delivery e. AST f. Drums g. Tanker Truck h. Hose i. Line

j. UST Describe: k. Vehicle l. Boat/Vessel

m. Unknown n. Other: FIRETRAINING FOAM

3. Type of Release or TOR: (check all that apply) a. Dumping b. Fire c. AST Removal d. Overfill

e. Rupture f. Vehicle Accident g. Leak h. Spill i. Test failure j. TOR Only

k. UST Removal Describe:

l. Unknown m. Other: HISTORIC FOAM USE

4. Identify Oils and Hazardous Materials Released: (check all that apply) a. Oils b. Chlorinated Solvents

c. Heavy Metals d. Others Specify: PFAS

D. DESCRIPTION OF RESPONSE ACTIONS: (check all that apply, for volumes list cumulative amounts)

1. Assessment and/or Monitoring Only 2. Temporary Covers or Caps

3. Deployment of Absorbent or Containment Materials 4. Temporary Water Supplies

5. Structure Venting System/HVAC Modification System 6. Temporary Evacuation or Relocation of Residents

7. Product or NAPL Recovery 8. Fencing and Sign Posting

9. Groundwater Treatment Systems 10. Soil Vapor Extraction

11. Remedial Additives 12. Air Sparging

13. Active Exposure Pathway Mitigation System 14. Passive Exposure Pathway Mitigation System

D. DESCRIPTION OF RESPONSE ACTIONS: (cont.)

15. Excavation of Contaminated Soils.

a. Re­use, Recycling or Treatment i. On Site Estimated volume in cubic yards

ii. Off Site Estimated volume in cubic yards

iia. Receiving Facility: Town: State:

iib. Receiving Facility: Town: State:

iii. Describe:

b. Store i. On Site Estimated volume in cubic yards

ii. Off Site Estimated volume in cubic yards

iia. Receiving Facility: Town: State:

iib. Receiving Facility: Town: State:

c. Landfill i. Cover Estimated volume in cubic yards

Receiving Facility: Town: State:

ii. Disposal Estimated volume in cubic yards 200

Receiving Facility: TAUNTON LANDFILL Town: TAUNTON State: MA

16. Removal of Drums, Tanks, or Containers:

a. Describe Quantity and Amount:

b. Receiving Facility: Town: State:

c. Receiving Facility: Town: State:

17. Removal of Other Contaminated Media:

a. Specify Type and Volume:

18. Other Response Actions:

Describe:

19. Use of Innovative Technologies:

Describe:

E. LSP SIGNATURE AND STAMP:

I attest under the pains and penalties of perjury that I have personally examined and am familiar with this transmittal form, including any and
all documents accompanying this submittal. In my professional opinion and judgment based upon application of (i) the standard of care in
309 CMR 4.02(1), (ii) the applicable provisionsof 309 CMR 4.02(2) and (3), and 309 CMR 4.03(2), and (iii) the provisions of 309 CMR 4.03(3),
to the best of my knowledge, information and belief,

> if Section B of this form indicates that an Immediate Response Action Plan is being submitted, the response action(s) that is(are) the
subject of this submittal (i) has (have) been developed in accordance with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000,
(ii) is(are) appropriate and reasonable to accomplish thepurposes of such response action(s) as set forth in the applicable provisions of
M.G.L. c. 21E and 310 CMR 40.0000 and (iii) complies(y) with the identified provisions of all orders, permits, and approvals identified in this
submittal;

> if Section B of this form indicates that an Imminent Hazard Evaluation is being submitted, this Imminent Hazard Evaluation was developed
in accordance with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000, and the assessment activity(ies) undertaken to support
this Imminent Hazard Evaluation comply(ies) with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000;

> if Section B of this form indicates that an Immediate Response Action Status Report and/or a Remedial Monitoring Report is(are) being
submitted, the response action(s) that is (are) the subject of this submittal (i) is (are) being implemented in accordance with the applicable
provisions of M.G.L. c. 21E and 310 CMR 40.0000,(ii) is (are) appropriate and reasonable to accomplish the purposes of such response
action(s) as set forth in the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000 and (iii) comply(ies) with the identified provisions
of all orders, permits, and approvals identified in this submittal;

> if Section B of this form indicates that an Immediate Response Action Completion Statement or a request to Terminate an Active
Remedial System or Response Action(s) Taken to Address an Imminent Hazard is being submitted, the response action(s) that is(are) the
subject of this submittal (i) has (have) been developed and implemented in accordance with the applicable provisions of M.G.L. c. 21E and
310 CMR 40.0000, (ii) is(are) appropriate and reasonable to accomplish the purposes of such response action(s) as set forth in the applicable
provisions of M.G.L. c. 21E and 310 CMR 40.0000 and (iii) comply(ies) with the identified provisions of all orders, permits, and approvals
identified in this submittal.

I am aware that significant penalties may result, including, but not limited to, possible fines and imprisonment, if I submit information which I
know to be false, inaccurate or materially incomplete.

1. LSP #: 1443

2. First Name: ROGER P 3. Last Name: THIBAULT

4. Telephone: 508­331­2700 5. Ext: 6. Email:

7. Signature:

8. Date: (mm/dd/yyyy) 9. LSP Stamp:

F. PERSON UNDERTAKING IRA:

1. Check all that apply: a. change in contact name b. change of address c. change in the person undertaking response
actions

2. Name of Organization: BARNSTABLE COUNTY COMMISSIONERS

3. Contact First Name: JACK 4. Last Name: YUNITS

5. Street: 3195 MAIN ST 6. Title:

7. City/Town: BARNSTABLE 8. State: MA 9. Zip Code: 026300000

10. Telephone: 508­375­6643 11. Ext: 12. Email: JYUNITS@BARNSTABLECOUNTY.ORG

G. RELATIONSHIP TO RELEASE OR THREAT OF RELEASE OF PERSON UNDERTAKING IRA:

Check here to change relationship

1. RP or PRP a. Owner b. Operator c. Generator d. Transporter

e. Other RP or PRP Specify Relationship:

2. Fiduciary, Secured Lender or Municipality with Exempt Status (as defined by M.G.L. c. 21E, s. 2)

3. Agency or Public Utility on a Right of Way (as defined by M.G.L. c. 21E, s. 5(j))

4. Any Other Person Undertaking Response Actions: Specify Relationship:

H. REQUIRED ATTACHMENT AND SUBMITTALS:

1. Check here if any Remediation Waste, generated as a result of this IRA, will be stored, treated, managed, recycled or reused at the site
following submission of the IRA Completion Statement. If this box is checked, you must submit one of the following plans, along with
the appropriate transmittal form.

a. A Release Abatement Measure (RAM) Plan (BWSC106) b. Phase IV Remedy Implementation Plan (BWSC108)

2. Check here if the Response Action(s) on which this opinion is based, if any, are (were) subject to any order(s), permit(s) and/or
approval(s) issued by MassDEP or EPA. If the box is checked, you MUST attach a statement identifying the applicable provisions
thereof.

3. Check here to certify that the Chief Municipal Officer and the Local Boardof Health were notified of the implementation of an
Immediate Response Action taken to control, prevent, abate or eliminate an Imminent Hazard.

4. Check here to certify that the Chief Municipal Officer and the Local Boardof Health were notified of the submittal of a Completion
Statement for an Immediate Response Action taken to control, prevent, abate or eliminate an Imminent Hazard.

5. Check here if any non­updatable information provided on this form is incorrect, e.g. Release Address/Location Aid. Send corrections
to BWSC.eDEP@state.ma.us.

6. Check here to certify that the LSP Opinion containing the material facts, data, and other information is attached.

I. CERTIFICATION OF PERSON UNDERTAKING IRA:

1. I, , attest under the pains and penalties of perjury (i) that I have personally examined and
am familiar with the information contained in this submittal, including any and all documents accompanying this transmittal form; (ii)
that, based on my inquiry of the/those individual(s) immediately responsible for obtaining the information, the material information
contained herein is, to the best of my knowledge, information and belief, true, accurate and complete; (iii)  that, to the best of my
knowledge, information and belief, I/the person(s) or entity(ies) on whose behalf this submittal is made satisfy(ies) the criteria in 310
CMR 40.0183(2); (iv) that I/the person(s) or entity(ies) on whose behalf this submittal is made have provided notice in accordance with
310 CMR 40.0183(5); and (v) that I am fully authorized to make this attestation on behalf of the  person(s) or entity(ies) legally
responsible for this submittal. I/the person(s) or entity(ies) on whose behalf this submittal is made  is/are aware that there are
significant penalties, including, but not limited to, possible fines and imprisonment, for willfully  submitting false, inaccurate, or
incomplete information.

2. By: 3. Title:

4. For: BARNSTABLE COUNTY COMMISSIONERS 5. Date: (mm/dd/yyyy)

6. Check here if the address of the person providing certification is different from address recorded in Section F.

7. Street:

8. City/Town: 9. State: 10. Zip Code:

11. Telephone: 12. Ext: 13. Email:

YOU ARE SUBJECT TO AN ANNUAL COMPLIANCE ASSURANCE FEE OF UP TO $10,000 PER BILLABLE
YEAR FOR THIS DISPOSAL SITE. YOU MUST LEGIBLY COMPLETE ALL RELEVANT SECTIONS OF THIS
FORM OR DEP MAY RETURN THE DOCUMENT AS INCOMPLETE. IF YOU SUBMIT AN INCOMPLETE

FORM, YOU MAY BE PENALIZED FOR MISSING A REQUIRED DEADLINE.
Date Stamp (DEP USE ONLY:)

Massachusetts Department of Environmental Protection
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A. SITE LOCATION:

1. Release Name/Location Aid: BARNSTABLE COUNTY FIRE TRAINING ACADEMY

2. Street Address: 155 SOUTH FLINT ROCK ROAD

3. City/Town: BARNSTABLE 4. Zip Code: 026300000

5. Check here if this location is Adequately Regulated, pursuant to 310 CMR 40.0110­0114.

a. CERCLA b. HSWA Corrective Action c. Solid Waste Management

d. RCRA State Program (21C Facilities)

B. THIS FORM IS BEING USED TO: (check all that apply)
1. List Submittal Date of Initial IRA Written Plan (if previously submitted): 9/26/2016

2. Submit an Initial IRA Plan.

3. Submit a Modified IRA Plan of a previously submitted written IRA Plan.

4. Submit an Imminent Hazard Evaluation. (check one)

a. An Imminent Hazard exists in connection with this Release or Threat of Release.

b. An Imminent Hazard does not exist in connection with this Release or Threat of Release.

c. It is unknown whether an Imminent Hazard exists in connection with this Release or Threat of Release, and further assessment
activities will be undertaken.

d. It is unknown whether an Imminent Hazard exists in connection with this Release or Threat of Release. However, response actions
will address those conditions that could pose an Imminent Hazard.

5. Submit a request to Terminate an Active Remedial System or Response Action(s) Taken to Address an Imminent Hazard.

6. Submit an IRA Status Report

7. Submit a Remedial Monitoring Report. (This report can only be submitted through eDEP.)

a. Type of Report: (check one) i. Initial Report ii. Interim Report iii. Final Report

b. Frequency of Submittal: (check all that apply)

i. A Remedial Monitoring Report(s) submitted monthly to address an Imminent Hazard.

ii. A Remedial Monitoring Report(s) submitted monthly to address a Condition of Substantial Release Migration.

iii. A Remedial Monitoring Report(s) submitted every six months, concurrent with an IRA Status Report.

iv. A Remedial Monitoring Report(s) submitted annually, concurrent with an IRA Status Report.

c. Number of Remedial Systems and/or Monitoring Programs: 1

A separate BWSC105A, IRA Remedial Monitoring Report, must be filled out for each Remedial System and/or Monitoring Program
addressed by this transmittal form.

8. Submit an IRA Completion Statement.

a. Check here if future response actions addressing this Release or Threat of Release notification condition will be conducted as part
of the Response Actions planned or ongoing at a Site that has already been Tier Classified under a different Release Tracking Number
(RTN)

b. Provide Release Tracking Number of Tier Classified Site (Primary RTN):

These additional response actions must occur according to the deadlines applicable to the Primary RTN. Use the Primary RTN when
making all future submittals for the site unless specifically relating to this Immediate Response Action.

9. Submit a Revised IRA Completion Statement.

10. Submit a Plan for the Application of Remedial Additives near a sensitive receptor, pursuant to 310 CMR 40.0046(3).

(All sections of this transmittal form must be filled out unless otherwise noted above)

C. RELEASE OR THREAT OF RELEASE CONDITIONS THAT WARRANT IRA:
1. Media Impacted and Receptors Affected: (check all that apply) a. Paved Surface b. Basement c. School

d. Public Water Supply e. Surface Water f. Zone 2 g. Private Well h. Residence i. Soil

j. Groundwater k. Sediments l. Wetland m. Storm Drain n. Indoor Air o. Air

p. Soil Gas q. Sub­Slab Soil Gas r. Critical Exposure Pathway s. NAPL t. Unknown

r. Others Specify:

2. Sources of the Release or TOR: (check all that apply) a. Transformer b. Fuel Tank c. Pipe

d. OHM Delivery e. AST f. Drums g. Tanker Truck h. Hose i. Line

j. UST Describe: k. Vehicle l. Boat/Vessel

m. Unknown n. Other: FIRETRAINING FOAM

3. Type of Release or TOR: (check all that apply) a. Dumping b. Fire c. AST Removal d. Overfill

e. Rupture f. Vehicle Accident g. Leak h. Spill i. Test failure j. TOR Only

k. UST Removal Describe:

l. Unknown m. Other: HISTORIC FOAM USE

4. Identify Oils and Hazardous Materials Released: (check all that apply) a. Oils b. Chlorinated Solvents

c. Heavy Metals d. Others Specify: PFAS

D. DESCRIPTION OF RESPONSE ACTIONS: (check all that apply, for volumes list cumulative amounts)

1. Assessment and/or Monitoring Only 2. Temporary Covers or Caps

3. Deployment of Absorbent or Containment Materials 4. Temporary Water Supplies

5. Structure Venting System/HVAC Modification System 6. Temporary Evacuation or Relocation of Residents

7. Product or NAPL Recovery 8. Fencing and Sign Posting

9. Groundwater Treatment Systems 10. Soil Vapor Extraction

11. Remedial Additives 12. Air Sparging

13. Active Exposure Pathway Mitigation System 14. Passive Exposure Pathway Mitigation System

D. DESCRIPTION OF RESPONSE ACTIONS: (cont.)

15. Excavation of Contaminated Soils.

a. Re­use, Recycling or Treatment i. On Site Estimated volume in cubic yards

ii. Off Site Estimated volume in cubic yards

iia. Receiving Facility: Town: State:

iib. Receiving Facility: Town: State:

iii. Describe:

b. Store i. On Site Estimated volume in cubic yards

ii. Off Site Estimated volume in cubic yards

iia. Receiving Facility: Town: State:

iib. Receiving Facility: Town: State:

c. Landfill i. Cover Estimated volume in cubic yards

Receiving Facility: Town: State:

ii. Disposal Estimated volume in cubic yards 200

Receiving Facility: TAUNTON LANDFILL Town: TAUNTON State: MA

16. Removal of Drums, Tanks, or Containers:

a. Describe Quantity and Amount:

b. Receiving Facility: Town: State:

c. Receiving Facility: Town: State:

17. Removal of Other Contaminated Media:

a. Specify Type and Volume:

18. Other Response Actions:

Describe:

19. Use of Innovative Technologies:

Describe:

E. LSP SIGNATURE AND STAMP:

I attest under the pains and penalties of perjury that I have personally examined and am familiar with this transmittal form, including any and
all documents accompanying this submittal. In my professional opinion and judgment based upon application of (i) the standard of care in
309 CMR 4.02(1), (ii) the applicable provisionsof 309 CMR 4.02(2) and (3), and 309 CMR 4.03(2), and (iii) the provisions of 309 CMR 4.03(3),
to the best of my knowledge, information and belief,

> if Section B of this form indicates that an Immediate Response Action Plan is being submitted, the response action(s) that is(are) the
subject of this submittal (i) has (have) been developed in accordance with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000,
(ii) is(are) appropriate and reasonable to accomplish thepurposes of such response action(s) as set forth in the applicable provisions of
M.G.L. c. 21E and 310 CMR 40.0000 and (iii) complies(y) with the identified provisions of all orders, permits, and approvals identified in this
submittal;

> if Section B of this form indicates that an Imminent Hazard Evaluation is being submitted, this Imminent Hazard Evaluation was developed
in accordance with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000, and the assessment activity(ies) undertaken to support
this Imminent Hazard Evaluation comply(ies) with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000;

> if Section B of this form indicates that an Immediate Response Action Status Report and/or a Remedial Monitoring Report is(are) being
submitted, the response action(s) that is (are) the subject of this submittal (i) is (are) being implemented in accordance with the applicable
provisions of M.G.L. c. 21E and 310 CMR 40.0000,(ii) is (are) appropriate and reasonable to accomplish the purposes of such response
action(s) as set forth in the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000 and (iii) comply(ies) with the identified provisions
of all orders, permits, and approvals identified in this submittal;

> if Section B of this form indicates that an Immediate Response Action Completion Statement or a request to Terminate an Active
Remedial System or Response Action(s) Taken to Address an Imminent Hazard is being submitted, the response action(s) that is(are) the
subject of this submittal (i) has (have) been developed and implemented in accordance with the applicable provisions of M.G.L. c. 21E and
310 CMR 40.0000, (ii) is(are) appropriate and reasonable to accomplish the purposes of such response action(s) as set forth in the applicable
provisions of M.G.L. c. 21E and 310 CMR 40.0000 and (iii) comply(ies) with the identified provisions of all orders, permits, and approvals
identified in this submittal.

I am aware that significant penalties may result, including, but not limited to, possible fines and imprisonment, if I submit information which I
know to be false, inaccurate or materially incomplete.

1. LSP #: 1443

2. First Name: ROGER P 3. Last Name: THIBAULT

4. Telephone: 508­331­2700 5. Ext: 6. Email:

7. Signature:

8. Date: (mm/dd/yyyy) 9. LSP Stamp:

F. PERSON UNDERTAKING IRA:

1. Check all that apply: a. change in contact name b. change of address c. change in the person undertaking response
actions

2. Name of Organization: BARNSTABLE COUNTY COMMISSIONERS

3. Contact First Name: JACK 4. Last Name: YUNITS

5. Street: 3195 MAIN ST 6. Title:

7. City/Town: BARNSTABLE 8. State: MA 9. Zip Code: 026300000

10. Telephone: 508­375­6643 11. Ext: 12. Email: JYUNITS@BARNSTABLECOUNTY.ORG

G. RELATIONSHIP TO RELEASE OR THREAT OF RELEASE OF PERSON UNDERTAKING IRA:

Check here to change relationship

1. RP or PRP a. Owner b. Operator c. Generator d. Transporter

e. Other RP or PRP Specify Relationship:

2. Fiduciary, Secured Lender or Municipality with Exempt Status (as defined by M.G.L. c. 21E, s. 2)

3. Agency or Public Utility on a Right of Way (as defined by M.G.L. c. 21E, s. 5(j))

4. Any Other Person Undertaking Response Actions: Specify Relationship:

H. REQUIRED ATTACHMENT AND SUBMITTALS:

1. Check here if any Remediation Waste, generated as a result of this IRA, will be stored, treated, managed, recycled or reused at the site
following submission of the IRA Completion Statement. If this box is checked, you must submit one of the following plans, along with
the appropriate transmittal form.

a. A Release Abatement Measure (RAM) Plan (BWSC106) b. Phase IV Remedy Implementation Plan (BWSC108)

2. Check here if the Response Action(s) on which this opinion is based, if any, are (were) subject to any order(s), permit(s) and/or
approval(s) issued by MassDEP or EPA. If the box is checked, you MUST attach a statement identifying the applicable provisions
thereof.

3. Check here to certify that the Chief Municipal Officer and the Local Boardof Health were notified of the implementation of an
Immediate Response Action taken to control, prevent, abate or eliminate an Imminent Hazard.

4. Check here to certify that the Chief Municipal Officer and the Local Boardof Health were notified of the submittal of a Completion
Statement for an Immediate Response Action taken to control, prevent, abate or eliminate an Imminent Hazard.

5. Check here if any non­updatable information provided on this form is incorrect, e.g. Release Address/Location Aid. Send corrections
to BWSC.eDEP@state.ma.us.

6. Check here to certify that the LSP Opinion containing the material facts, data, and other information is attached.

I. CERTIFICATION OF PERSON UNDERTAKING IRA:

1. I, , attest under the pains and penalties of perjury (i) that I have personally examined and
am familiar with the information contained in this submittal, including any and all documents accompanying this transmittal form; (ii)
that, based on my inquiry of the/those individual(s) immediately responsible for obtaining the information, the material information
contained herein is, to the best of my knowledge, information and belief, true, accurate and complete; (iii)  that, to the best of my
knowledge, information and belief, I/the person(s) or entity(ies) on whose behalf this submittal is made satisfy(ies) the criteria in 310
CMR 40.0183(2); (iv) that I/the person(s) or entity(ies) on whose behalf this submittal is made have provided notice in accordance with
310 CMR 40.0183(5); and (v) that I am fully authorized to make this attestation on behalf of the  person(s) or entity(ies) legally
responsible for this submittal. I/the person(s) or entity(ies) on whose behalf this submittal is made  is/are aware that there are
significant penalties, including, but not limited to, possible fines and imprisonment, for willfully  submitting false, inaccurate, or
incomplete information.

2. By: 3. Title:

4. For: BARNSTABLE COUNTY COMMISSIONERS 5. Date: (mm/dd/yyyy)

6. Check here if the address of the person providing certification is different from address recorded in Section F.

7. Street:

8. City/Town: 9. State: 10. Zip Code:

11. Telephone: 12. Ext: 13. Email:

YOU ARE SUBJECT TO AN ANNUAL COMPLIANCE ASSURANCE FEE OF UP TO $10,000 PER BILLABLE
YEAR FOR THIS DISPOSAL SITE. YOU MUST LEGIBLY COMPLETE ALL RELEVANT SECTIONS OF THIS
FORM OR DEP MAY RETURN THE DOCUMENT AS INCOMPLETE. IF YOU SUBMIT AN INCOMPLETE

FORM, YOU MAY BE PENALIZED FOR MISSING A REQUIRED DEADLINE.
Date Stamp (DEP USE ONLY:)
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A. SITE LOCATION:

1. Release Name/Location Aid: BARNSTABLE COUNTY FIRE TRAINING ACADEMY

2. Street Address: 155 SOUTH FLINT ROCK ROAD

3. City/Town: BARNSTABLE 4. Zip Code: 026300000

5. Check here if this location is Adequately Regulated, pursuant to 310 CMR 40.0110­0114.

a. CERCLA b. HSWA Corrective Action c. Solid Waste Management

d. RCRA State Program (21C Facilities)

B. THIS FORM IS BEING USED TO: (check all that apply)
1. List Submittal Date of Initial IRA Written Plan (if previously submitted): 9/26/2016

2. Submit an Initial IRA Plan.

3. Submit a Modified IRA Plan of a previously submitted written IRA Plan.

4. Submit an Imminent Hazard Evaluation. (check one)

a. An Imminent Hazard exists in connection with this Release or Threat of Release.

b. An Imminent Hazard does not exist in connection with this Release or Threat of Release.

c. It is unknown whether an Imminent Hazard exists in connection with this Release or Threat of Release, and further assessment
activities will be undertaken.

d. It is unknown whether an Imminent Hazard exists in connection with this Release or Threat of Release. However, response actions
will address those conditions that could pose an Imminent Hazard.

5. Submit a request to Terminate an Active Remedial System or Response Action(s) Taken to Address an Imminent Hazard.

6. Submit an IRA Status Report

7. Submit a Remedial Monitoring Report. (This report can only be submitted through eDEP.)

a. Type of Report: (check one) i. Initial Report ii. Interim Report iii. Final Report

b. Frequency of Submittal: (check all that apply)

i. A Remedial Monitoring Report(s) submitted monthly to address an Imminent Hazard.

ii. A Remedial Monitoring Report(s) submitted monthly to address a Condition of Substantial Release Migration.

iii. A Remedial Monitoring Report(s) submitted every six months, concurrent with an IRA Status Report.

iv. A Remedial Monitoring Report(s) submitted annually, concurrent with an IRA Status Report.

c. Number of Remedial Systems and/or Monitoring Programs: 1

A separate BWSC105A, IRA Remedial Monitoring Report, must be filled out for each Remedial System and/or Monitoring Program
addressed by this transmittal form.

8. Submit an IRA Completion Statement.

a. Check here if future response actions addressing this Release or Threat of Release notification condition will be conducted as part
of the Response Actions planned or ongoing at a Site that has already been Tier Classified under a different Release Tracking Number
(RTN)

b. Provide Release Tracking Number of Tier Classified Site (Primary RTN):

These additional response actions must occur according to the deadlines applicable to the Primary RTN. Use the Primary RTN when
making all future submittals for the site unless specifically relating to this Immediate Response Action.

9. Submit a Revised IRA Completion Statement.

10. Submit a Plan for the Application of Remedial Additives near a sensitive receptor, pursuant to 310 CMR 40.0046(3).

(All sections of this transmittal form must be filled out unless otherwise noted above)

C. RELEASE OR THREAT OF RELEASE CONDITIONS THAT WARRANT IRA:
1. Media Impacted and Receptors Affected: (check all that apply) a. Paved Surface b. Basement c. School

d. Public Water Supply e. Surface Water f. Zone 2 g. Private Well h. Residence i. Soil

j. Groundwater k. Sediments l. Wetland m. Storm Drain n. Indoor Air o. Air

p. Soil Gas q. Sub­Slab Soil Gas r. Critical Exposure Pathway s. NAPL t. Unknown

r. Others Specify:

2. Sources of the Release or TOR: (check all that apply) a. Transformer b. Fuel Tank c. Pipe

d. OHM Delivery e. AST f. Drums g. Tanker Truck h. Hose i. Line

j. UST Describe: k. Vehicle l. Boat/Vessel

m. Unknown n. Other: FIRETRAINING FOAM

3. Type of Release or TOR: (check all that apply) a. Dumping b. Fire c. AST Removal d. Overfill

e. Rupture f. Vehicle Accident g. Leak h. Spill i. Test failure j. TOR Only

k. UST Removal Describe:

l. Unknown m. Other: HISTORIC FOAM USE

4. Identify Oils and Hazardous Materials Released: (check all that apply) a. Oils b. Chlorinated Solvents

c. Heavy Metals d. Others Specify: PFAS

D. DESCRIPTION OF RESPONSE ACTIONS: (check all that apply, for volumes list cumulative amounts)

1. Assessment and/or Monitoring Only 2. Temporary Covers or Caps

3. Deployment of Absorbent or Containment Materials 4. Temporary Water Supplies

5. Structure Venting System/HVAC Modification System 6. Temporary Evacuation or Relocation of Residents

7. Product or NAPL Recovery 8. Fencing and Sign Posting

9. Groundwater Treatment Systems 10. Soil Vapor Extraction

11. Remedial Additives 12. Air Sparging

13. Active Exposure Pathway Mitigation System 14. Passive Exposure Pathway Mitigation System

D. DESCRIPTION OF RESPONSE ACTIONS: (cont.)

15. Excavation of Contaminated Soils.

a. Re­use, Recycling or Treatment i. On Site Estimated volume in cubic yards

ii. Off Site Estimated volume in cubic yards

iia. Receiving Facility: Town: State:

iib. Receiving Facility: Town: State:

iii. Describe:

b. Store i. On Site Estimated volume in cubic yards

ii. Off Site Estimated volume in cubic yards

iia. Receiving Facility: Town: State:

iib. Receiving Facility: Town: State:

c. Landfill i. Cover Estimated volume in cubic yards

Receiving Facility: Town: State:

ii. Disposal Estimated volume in cubic yards 200

Receiving Facility: TAUNTON LANDFILL Town: TAUNTON State: MA

16. Removal of Drums, Tanks, or Containers:

a. Describe Quantity and Amount:

b. Receiving Facility: Town: State:

c. Receiving Facility: Town: State:

17. Removal of Other Contaminated Media:

a. Specify Type and Volume:

18. Other Response Actions:

Describe:

19. Use of Innovative Technologies:

Describe:

E. LSP SIGNATURE AND STAMP:

I attest under the pains and penalties of perjury that I have personally examined and am familiar with this transmittal form, including any and
all documents accompanying this submittal. In my professional opinion and judgment based upon application of (i) the standard of care in
309 CMR 4.02(1), (ii) the applicable provisionsof 309 CMR 4.02(2) and (3), and 309 CMR 4.03(2), and (iii) the provisions of 309 CMR 4.03(3),
to the best of my knowledge, information and belief,

> if Section B of this form indicates that an Immediate Response Action Plan is being submitted, the response action(s) that is(are) the
subject of this submittal (i) has (have) been developed in accordance with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000,
(ii) is(are) appropriate and reasonable to accomplish thepurposes of such response action(s) as set forth in the applicable provisions of
M.G.L. c. 21E and 310 CMR 40.0000 and (iii) complies(y) with the identified provisions of all orders, permits, and approvals identified in this
submittal;

> if Section B of this form indicates that an Imminent Hazard Evaluation is being submitted, this Imminent Hazard Evaluation was developed
in accordance with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000, and the assessment activity(ies) undertaken to support
this Imminent Hazard Evaluation comply(ies) with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000;

> if Section B of this form indicates that an Immediate Response Action Status Report and/or a Remedial Monitoring Report is(are) being
submitted, the response action(s) that is (are) the subject of this submittal (i) is (are) being implemented in accordance with the applicable
provisions of M.G.L. c. 21E and 310 CMR 40.0000,(ii) is (are) appropriate and reasonable to accomplish the purposes of such response
action(s) as set forth in the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000 and (iii) comply(ies) with the identified provisions
of all orders, permits, and approvals identified in this submittal;

> if Section B of this form indicates that an Immediate Response Action Completion Statement or a request to Terminate an Active
Remedial System or Response Action(s) Taken to Address an Imminent Hazard is being submitted, the response action(s) that is(are) the
subject of this submittal (i) has (have) been developed and implemented in accordance with the applicable provisions of M.G.L. c. 21E and
310 CMR 40.0000, (ii) is(are) appropriate and reasonable to accomplish the purposes of such response action(s) as set forth in the applicable
provisions of M.G.L. c. 21E and 310 CMR 40.0000 and (iii) comply(ies) with the identified provisions of all orders, permits, and approvals
identified in this submittal.

I am aware that significant penalties may result, including, but not limited to, possible fines and imprisonment, if I submit information which I
know to be false, inaccurate or materially incomplete.

1. LSP #: 1443

2. First Name: ROGER P 3. Last Name: THIBAULT

4. Telephone: 508­331­2700 5. Ext: 6. Email:

7. Signature:

8. Date: (mm/dd/yyyy) 9. LSP Stamp:

F. PERSON UNDERTAKING IRA:

1. Check all that apply: a. change in contact name b. change of address c. change in the person undertaking response
actions

2. Name of Organization: BARNSTABLE COUNTY COMMISSIONERS

3. Contact First Name: JACK 4. Last Name: YUNITS

5. Street: 3195 MAIN ST 6. Title:

7. City/Town: BARNSTABLE 8. State: MA 9. Zip Code: 026300000

10. Telephone: 508­375­6643 11. Ext: 12. Email: JYUNITS@BARNSTABLECOUNTY.ORG

G. RELATIONSHIP TO RELEASE OR THREAT OF RELEASE OF PERSON UNDERTAKING IRA:

Check here to change relationship

1. RP or PRP a. Owner b. Operator c. Generator d. Transporter

e. Other RP or PRP Specify Relationship:

2. Fiduciary, Secured Lender or Municipality with Exempt Status (as defined by M.G.L. c. 21E, s. 2)

3. Agency or Public Utility on a Right of Way (as defined by M.G.L. c. 21E, s. 5(j))

4. Any Other Person Undertaking Response Actions: Specify Relationship:

H. REQUIRED ATTACHMENT AND SUBMITTALS:

1. Check here if any Remediation Waste, generated as a result of this IRA, will be stored, treated, managed, recycled or reused at the site
following submission of the IRA Completion Statement. If this box is checked, you must submit one of the following plans, along with
the appropriate transmittal form.

a. A Release Abatement Measure (RAM) Plan (BWSC106) b. Phase IV Remedy Implementation Plan (BWSC108)

2. Check here if the Response Action(s) on which this opinion is based, if any, are (were) subject to any order(s), permit(s) and/or
approval(s) issued by MassDEP or EPA. If the box is checked, you MUST attach a statement identifying the applicable provisions
thereof.

3. Check here to certify that the Chief Municipal Officer and the Local Boardof Health were notified of the implementation of an
Immediate Response Action taken to control, prevent, abate or eliminate an Imminent Hazard.

4. Check here to certify that the Chief Municipal Officer and the Local Boardof Health were notified of the submittal of a Completion
Statement for an Immediate Response Action taken to control, prevent, abate or eliminate an Imminent Hazard.

5. Check here if any non­updatable information provided on this form is incorrect, e.g. Release Address/Location Aid. Send corrections
to BWSC.eDEP@state.ma.us.

6. Check here to certify that the LSP Opinion containing the material facts, data, and other information is attached.

I. CERTIFICATION OF PERSON UNDERTAKING IRA:

1. I, , attest under the pains and penalties of perjury (i) that I have personally examined and
am familiar with the information contained in this submittal, including any and all documents accompanying this transmittal form; (ii)
that, based on my inquiry of the/those individual(s) immediately responsible for obtaining the information, the material information
contained herein is, to the best of my knowledge, information and belief, true, accurate and complete; (iii)  that, to the best of my
knowledge, information and belief, I/the person(s) or entity(ies) on whose behalf this submittal is made satisfy(ies) the criteria in 310
CMR 40.0183(2); (iv) that I/the person(s) or entity(ies) on whose behalf this submittal is made have provided notice in accordance with
310 CMR 40.0183(5); and (v) that I am fully authorized to make this attestation on behalf of the  person(s) or entity(ies) legally
responsible for this submittal. I/the person(s) or entity(ies) on whose behalf this submittal is made  is/are aware that there are
significant penalties, including, but not limited to, possible fines and imprisonment, for willfully  submitting false, inaccurate, or
incomplete information.

2. By: 3. Title:

4. For: BARNSTABLE COUNTY COMMISSIONERS 5. Date: (mm/dd/yyyy)

6. Check here if the address of the person providing certification is different from address recorded in Section F.

7. Street:

8. City/Town: 9. State: 10. Zip Code:

11. Telephone: 12. Ext: 13. Email:

YOU ARE SUBJECT TO AN ANNUAL COMPLIANCE ASSURANCE FEE OF UP TO $10,000 PER BILLABLE
YEAR FOR THIS DISPOSAL SITE. YOU MUST LEGIBLY COMPLETE ALL RELEVANT SECTIONS OF THIS
FORM OR DEP MAY RETURN THE DOCUMENT AS INCOMPLETE. IF YOU SUBMIT AN INCOMPLETE

FORM, YOU MAY BE PENALIZED FOR MISSING A REQUIRED DEADLINE.
Date Stamp (DEP USE ONLY:)

Massachusetts Department of Environmental Protection
Bureau of Waste Site Cleanup
Immediate Response Action (IRA) Transmittal Form
Pursuant to 310 CMR 40.0424 ­ 40.0427 (Subpart D)
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Release Tracking Number
4 ­ 26179
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Massachusetts Department of Environmental Protection
Bureau of Waste Site Cleanup
Immediate Response Action (IRA) Transmittal Form
Pursuant to 310 CMR 40.0424 ­ 40.0427 (Subpart D)

BWSC 105

Release Tracking Number
4 ­ 26179



A. SITE LOCATION:

1. Release Name/Location Aid: BARNSTABLE COUNTY FIRE TRAINING ACADEMY

2. Street Address: 155 SOUTH FLINT ROCK ROAD

3. City/Town: BARNSTABLE 4. Zip Code: 026300000

5. Check here if this location is Adequately Regulated, pursuant to 310 CMR 40.0110­0114.

a. CERCLA b. HSWA Corrective Action c. Solid Waste Management

d. RCRA State Program (21C Facilities)

B. THIS FORM IS BEING USED TO: (check all that apply)
1. List Submittal Date of Initial IRA Written Plan (if previously submitted): 9/26/2016

2. Submit an Initial IRA Plan.

3. Submit a Modified IRA Plan of a previously submitted written IRA Plan.

4. Submit an Imminent Hazard Evaluation. (check one)

a. An Imminent Hazard exists in connection with this Release or Threat of Release.

b. An Imminent Hazard does not exist in connection with this Release or Threat of Release.

c. It is unknown whether an Imminent Hazard exists in connection with this Release or Threat of Release, and further assessment
activities will be undertaken.

d. It is unknown whether an Imminent Hazard exists in connection with this Release or Threat of Release. However, response actions
will address those conditions that could pose an Imminent Hazard.

5. Submit a request to Terminate an Active Remedial System or Response Action(s) Taken to Address an Imminent Hazard.

6. Submit an IRA Status Report

7. Submit a Remedial Monitoring Report. (This report can only be submitted through eDEP.)

a. Type of Report: (check one) i. Initial Report ii. Interim Report iii. Final Report

b. Frequency of Submittal: (check all that apply)

i. A Remedial Monitoring Report(s) submitted monthly to address an Imminent Hazard.

ii. A Remedial Monitoring Report(s) submitted monthly to address a Condition of Substantial Release Migration.

iii. A Remedial Monitoring Report(s) submitted every six months, concurrent with an IRA Status Report.

iv. A Remedial Monitoring Report(s) submitted annually, concurrent with an IRA Status Report.

c. Number of Remedial Systems and/or Monitoring Programs: 1

A separate BWSC105A, IRA Remedial Monitoring Report, must be filled out for each Remedial System and/or Monitoring Program
addressed by this transmittal form.

8. Submit an IRA Completion Statement.

a. Check here if future response actions addressing this Release or Threat of Release notification condition will be conducted as part
of the Response Actions planned or ongoing at a Site that has already been Tier Classified under a different Release Tracking Number
(RTN)

b. Provide Release Tracking Number of Tier Classified Site (Primary RTN):

These additional response actions must occur according to the deadlines applicable to the Primary RTN. Use the Primary RTN when
making all future submittals for the site unless specifically relating to this Immediate Response Action.

9. Submit a Revised IRA Completion Statement.

10. Submit a Plan for the Application of Remedial Additives near a sensitive receptor, pursuant to 310 CMR 40.0046(3).

(All sections of this transmittal form must be filled out unless otherwise noted above)

C. RELEASE OR THREAT OF RELEASE CONDITIONS THAT WARRANT IRA:
1. Media Impacted and Receptors Affected: (check all that apply) a. Paved Surface b. Basement c. School

d. Public Water Supply e. Surface Water f. Zone 2 g. Private Well h. Residence i. Soil

j. Groundwater k. Sediments l. Wetland m. Storm Drain n. Indoor Air o. Air

p. Soil Gas q. Sub­Slab Soil Gas r. Critical Exposure Pathway s. NAPL t. Unknown

r. Others Specify:

2. Sources of the Release or TOR: (check all that apply) a. Transformer b. Fuel Tank c. Pipe

d. OHM Delivery e. AST f. Drums g. Tanker Truck h. Hose i. Line

j. UST Describe: k. Vehicle l. Boat/Vessel

m. Unknown n. Other: FIRETRAINING FOAM

3. Type of Release or TOR: (check all that apply) a. Dumping b. Fire c. AST Removal d. Overfill

e. Rupture f. Vehicle Accident g. Leak h. Spill i. Test failure j. TOR Only

k. UST Removal Describe:

l. Unknown m. Other: HISTORIC FOAM USE

4. Identify Oils and Hazardous Materials Released: (check all that apply) a. Oils b. Chlorinated Solvents

c. Heavy Metals d. Others Specify: PFAS

D. DESCRIPTION OF RESPONSE ACTIONS: (check all that apply, for volumes list cumulative amounts)

1. Assessment and/or Monitoring Only 2. Temporary Covers or Caps

3. Deployment of Absorbent or Containment Materials 4. Temporary Water Supplies

5. Structure Venting System/HVAC Modification System 6. Temporary Evacuation or Relocation of Residents

7. Product or NAPL Recovery 8. Fencing and Sign Posting

9. Groundwater Treatment Systems 10. Soil Vapor Extraction

11. Remedial Additives 12. Air Sparging

13. Active Exposure Pathway Mitigation System 14. Passive Exposure Pathway Mitigation System

D. DESCRIPTION OF RESPONSE ACTIONS: (cont.)

15. Excavation of Contaminated Soils.

a. Re­use, Recycling or Treatment i. On Site Estimated volume in cubic yards

ii. Off Site Estimated volume in cubic yards

iia. Receiving Facility: Town: State:

iib. Receiving Facility: Town: State:

iii. Describe:

b. Store i. On Site Estimated volume in cubic yards

ii. Off Site Estimated volume in cubic yards

iia. Receiving Facility: Town: State:

iib. Receiving Facility: Town: State:

c. Landfill i. Cover Estimated volume in cubic yards

Receiving Facility: Town: State:

ii. Disposal Estimated volume in cubic yards 200

Receiving Facility: TAUNTON LANDFILL Town: TAUNTON State: MA

16. Removal of Drums, Tanks, or Containers:

a. Describe Quantity and Amount:

b. Receiving Facility: Town: State:

c. Receiving Facility: Town: State:

17. Removal of Other Contaminated Media:

a. Specify Type and Volume:

18. Other Response Actions:

Describe:

19. Use of Innovative Technologies:

Describe:

E. LSP SIGNATURE AND STAMP:

I attest under the pains and penalties of perjury that I have personally examined and am familiar with this transmittal form, including any and
all documents accompanying this submittal. In my professional opinion and judgment based upon application of (i) the standard of care in
309 CMR 4.02(1), (ii) the applicable provisionsof 309 CMR 4.02(2) and (3), and 309 CMR 4.03(2), and (iii) the provisions of 309 CMR 4.03(3),
to the best of my knowledge, information and belief,

> if Section B of this form indicates that an Immediate Response Action Plan is being submitted, the response action(s) that is(are) the
subject of this submittal (i) has (have) been developed in accordance with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000,
(ii) is(are) appropriate and reasonable to accomplish thepurposes of such response action(s) as set forth in the applicable provisions of
M.G.L. c. 21E and 310 CMR 40.0000 and (iii) complies(y) with the identified provisions of all orders, permits, and approvals identified in this
submittal;

> if Section B of this form indicates that an Imminent Hazard Evaluation is being submitted, this Imminent Hazard Evaluation was developed
in accordance with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000, and the assessment activity(ies) undertaken to support
this Imminent Hazard Evaluation comply(ies) with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000;

> if Section B of this form indicates that an Immediate Response Action Status Report and/or a Remedial Monitoring Report is(are) being
submitted, the response action(s) that is (are) the subject of this submittal (i) is (are) being implemented in accordance with the applicable
provisions of M.G.L. c. 21E and 310 CMR 40.0000,(ii) is (are) appropriate and reasonable to accomplish the purposes of such response
action(s) as set forth in the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000 and (iii) comply(ies) with the identified provisions
of all orders, permits, and approvals identified in this submittal;

> if Section B of this form indicates that an Immediate Response Action Completion Statement or a request to Terminate an Active
Remedial System or Response Action(s) Taken to Address an Imminent Hazard is being submitted, the response action(s) that is(are) the
subject of this submittal (i) has (have) been developed and implemented in accordance with the applicable provisions of M.G.L. c. 21E and
310 CMR 40.0000, (ii) is(are) appropriate and reasonable to accomplish the purposes of such response action(s) as set forth in the applicable
provisions of M.G.L. c. 21E and 310 CMR 40.0000 and (iii) comply(ies) with the identified provisions of all orders, permits, and approvals
identified in this submittal.

I am aware that significant penalties may result, including, but not limited to, possible fines and imprisonment, if I submit information which I
know to be false, inaccurate or materially incomplete.

1. LSP #: 1443

2. First Name: ROGER P 3. Last Name: THIBAULT

4. Telephone: 508­331­2700 5. Ext: 6. Email:

7. Signature:

8. Date: (mm/dd/yyyy) 9. LSP Stamp:

F. PERSON UNDERTAKING IRA:

1. Check all that apply: a. change in contact name b. change of address c. change in the person undertaking response
actions

2. Name of Organization: BARNSTABLE COUNTY COMMISSIONERS

3. Contact First Name: JACK 4. Last Name: YUNITS

5. Street: 3195 MAIN ST 6. Title:

7. City/Town: BARNSTABLE 8. State: MA 9. Zip Code: 026300000

10. Telephone: 508­375­6643 11. Ext: 12. Email: JYUNITS@BARNSTABLECOUNTY.ORG

G. RELATIONSHIP TO RELEASE OR THREAT OF RELEASE OF PERSON UNDERTAKING IRA:

Check here to change relationship

1. RP or PRP a. Owner b. Operator c. Generator d. Transporter

e. Other RP or PRP Specify Relationship:

2. Fiduciary, Secured Lender or Municipality with Exempt Status (as defined by M.G.L. c. 21E, s. 2)

3. Agency or Public Utility on a Right of Way (as defined by M.G.L. c. 21E, s. 5(j))

4. Any Other Person Undertaking Response Actions: Specify Relationship:

H. REQUIRED ATTACHMENT AND SUBMITTALS:

1. Check here if any Remediation Waste, generated as a result of this IRA, will be stored, treated, managed, recycled or reused at the site
following submission of the IRA Completion Statement. If this box is checked, you must submit one of the following plans, along with
the appropriate transmittal form.

a. A Release Abatement Measure (RAM) Plan (BWSC106) b. Phase IV Remedy Implementation Plan (BWSC108)

2. Check here if the Response Action(s) on which this opinion is based, if any, are (were) subject to any order(s), permit(s) and/or
approval(s) issued by MassDEP or EPA. If the box is checked, you MUST attach a statement identifying the applicable provisions
thereof.

3. Check here to certify that the Chief Municipal Officer and the Local Boardof Health were notified of the implementation of an
Immediate Response Action taken to control, prevent, abate or eliminate an Imminent Hazard.

4. Check here to certify that the Chief Municipal Officer and the Local Boardof Health were notified of the submittal of a Completion
Statement for an Immediate Response Action taken to control, prevent, abate or eliminate an Imminent Hazard.

5. Check here if any non­updatable information provided on this form is incorrect, e.g. Release Address/Location Aid. Send corrections
to BWSC.eDEP@state.ma.us.

6. Check here to certify that the LSP Opinion containing the material facts, data, and other information is attached.

I. CERTIFICATION OF PERSON UNDERTAKING IRA:

1. I, , attest under the pains and penalties of perjury (i) that I have personally examined and
am familiar with the information contained in this submittal, including any and all documents accompanying this transmittal form; (ii)
that, based on my inquiry of the/those individual(s) immediately responsible for obtaining the information, the material information
contained herein is, to the best of my knowledge, information and belief, true, accurate and complete; (iii)  that, to the best of my
knowledge, information and belief, I/the person(s) or entity(ies) on whose behalf this submittal is made satisfy(ies) the criteria in 310
CMR 40.0183(2); (iv) that I/the person(s) or entity(ies) on whose behalf this submittal is made have provided notice in accordance with
310 CMR 40.0183(5); and (v) that I am fully authorized to make this attestation on behalf of the  person(s) or entity(ies) legally
responsible for this submittal. I/the person(s) or entity(ies) on whose behalf this submittal is made  is/are aware that there are
significant penalties, including, but not limited to, possible fines and imprisonment, for willfully  submitting false, inaccurate, or
incomplete information.

2. By: 3. Title:

4. For: BARNSTABLE COUNTY COMMISSIONERS 5. Date: (mm/dd/yyyy)

6. Check here if the address of the person providing certification is different from address recorded in Section F.

7. Street:

8. City/Town: 9. State: 10. Zip Code:

11. Telephone: 12. Ext: 13. Email:

YOU ARE SUBJECT TO AN ANNUAL COMPLIANCE ASSURANCE FEE OF UP TO $10,000 PER BILLABLE
YEAR FOR THIS DISPOSAL SITE. YOU MUST LEGIBLY COMPLETE ALL RELEVANT SECTIONS OF THIS
FORM OR DEP MAY RETURN THE DOCUMENT AS INCOMPLETE. IF YOU SUBMIT AN INCOMPLETE

FORM, YOU MAY BE PENALIZED FOR MISSING A REQUIRED DEADLINE.
Date Stamp (DEP USE ONLY:)

Massachusetts Department of Environmental Protection
Bureau of Waste Site Cleanup
Immediate Response Action (IRA) Transmittal Form
Pursuant to 310 CMR 40.0424 ­ 40.0427 (Subpart D)
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Massachusetts Department of Environmental Protection
Bureau of Waste Site Cleanup
Immediate Response Action (IRA) Transmittal Form
Pursuant to 310 CMR 40.0424 ­ 40.0427 (Subpart D)

BWSC 105
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A. SITE LOCATION:

1. Release Name/Location Aid: BARNSTABLE COUNTY FIRE TRAINING ACADEMY

2. Street Address: 155 SOUTH FLINT ROCK ROAD

3. City/Town: BARNSTABLE 4. Zip Code: 026300000

5. Check here if this location is Adequately Regulated, pursuant to 310 CMR 40.0110­0114.

a. CERCLA b. HSWA Corrective Action c. Solid Waste Management

d. RCRA State Program (21C Facilities)

B. THIS FORM IS BEING USED TO: (check all that apply)
1. List Submittal Date of Initial IRA Written Plan (if previously submitted): 9/26/2016

2. Submit an Initial IRA Plan.

3. Submit a Modified IRA Plan of a previously submitted written IRA Plan.

4. Submit an Imminent Hazard Evaluation. (check one)

a. An Imminent Hazard exists in connection with this Release or Threat of Release.

b. An Imminent Hazard does not exist in connection with this Release or Threat of Release.

c. It is unknown whether an Imminent Hazard exists in connection with this Release or Threat of Release, and further assessment
activities will be undertaken.

d. It is unknown whether an Imminent Hazard exists in connection with this Release or Threat of Release. However, response actions
will address those conditions that could pose an Imminent Hazard.

5. Submit a request to Terminate an Active Remedial System or Response Action(s) Taken to Address an Imminent Hazard.

6. Submit an IRA Status Report

7. Submit a Remedial Monitoring Report. (This report can only be submitted through eDEP.)

a. Type of Report: (check one) i. Initial Report ii. Interim Report iii. Final Report

b. Frequency of Submittal: (check all that apply)

i. A Remedial Monitoring Report(s) submitted monthly to address an Imminent Hazard.

ii. A Remedial Monitoring Report(s) submitted monthly to address a Condition of Substantial Release Migration.

iii. A Remedial Monitoring Report(s) submitted every six months, concurrent with an IRA Status Report.

iv. A Remedial Monitoring Report(s) submitted annually, concurrent with an IRA Status Report.

c. Number of Remedial Systems and/or Monitoring Programs: 1

A separate BWSC105A, IRA Remedial Monitoring Report, must be filled out for each Remedial System and/or Monitoring Program
addressed by this transmittal form.

8. Submit an IRA Completion Statement.

a. Check here if future response actions addressing this Release or Threat of Release notification condition will be conducted as part
of the Response Actions planned or ongoing at a Site that has already been Tier Classified under a different Release Tracking Number
(RTN)

b. Provide Release Tracking Number of Tier Classified Site (Primary RTN):

These additional response actions must occur according to the deadlines applicable to the Primary RTN. Use the Primary RTN when
making all future submittals for the site unless specifically relating to this Immediate Response Action.

9. Submit a Revised IRA Completion Statement.

10. Submit a Plan for the Application of Remedial Additives near a sensitive receptor, pursuant to 310 CMR 40.0046(3).

(All sections of this transmittal form must be filled out unless otherwise noted above)

C. RELEASE OR THREAT OF RELEASE CONDITIONS THAT WARRANT IRA:
1. Media Impacted and Receptors Affected: (check all that apply) a. Paved Surface b. Basement c. School

d. Public Water Supply e. Surface Water f. Zone 2 g. Private Well h. Residence i. Soil

j. Groundwater k. Sediments l. Wetland m. Storm Drain n. Indoor Air o. Air

p. Soil Gas q. Sub­Slab Soil Gas r. Critical Exposure Pathway s. NAPL t. Unknown

r. Others Specify:

2. Sources of the Release or TOR: (check all that apply) a. Transformer b. Fuel Tank c. Pipe

d. OHM Delivery e. AST f. Drums g. Tanker Truck h. Hose i. Line

j. UST Describe: k. Vehicle l. Boat/Vessel

m. Unknown n. Other: FIRETRAINING FOAM

3. Type of Release or TOR: (check all that apply) a. Dumping b. Fire c. AST Removal d. Overfill

e. Rupture f. Vehicle Accident g. Leak h. Spill i. Test failure j. TOR Only

k. UST Removal Describe:

l. Unknown m. Other: HISTORIC FOAM USE

4. Identify Oils and Hazardous Materials Released: (check all that apply) a. Oils b. Chlorinated Solvents

c. Heavy Metals d. Others Specify: PFAS

D. DESCRIPTION OF RESPONSE ACTIONS: (check all that apply, for volumes list cumulative amounts)

1. Assessment and/or Monitoring Only 2. Temporary Covers or Caps

3. Deployment of Absorbent or Containment Materials 4. Temporary Water Supplies

5. Structure Venting System/HVAC Modification System 6. Temporary Evacuation or Relocation of Residents

7. Product or NAPL Recovery 8. Fencing and Sign Posting

9. Groundwater Treatment Systems 10. Soil Vapor Extraction

11. Remedial Additives 12. Air Sparging

13. Active Exposure Pathway Mitigation System 14. Passive Exposure Pathway Mitigation System

D. DESCRIPTION OF RESPONSE ACTIONS: (cont.)

15. Excavation of Contaminated Soils.

a. Re­use, Recycling or Treatment i. On Site Estimated volume in cubic yards

ii. Off Site Estimated volume in cubic yards

iia. Receiving Facility: Town: State:

iib. Receiving Facility: Town: State:

iii. Describe:

b. Store i. On Site Estimated volume in cubic yards

ii. Off Site Estimated volume in cubic yards

iia. Receiving Facility: Town: State:

iib. Receiving Facility: Town: State:

c. Landfill i. Cover Estimated volume in cubic yards

Receiving Facility: Town: State:

ii. Disposal Estimated volume in cubic yards 200

Receiving Facility: TAUNTON LANDFILL Town: TAUNTON State: MA

16. Removal of Drums, Tanks, or Containers:

a. Describe Quantity and Amount:

b. Receiving Facility: Town: State:

c. Receiving Facility: Town: State:

17. Removal of Other Contaminated Media:

a. Specify Type and Volume:

18. Other Response Actions:

Describe:

19. Use of Innovative Technologies:

Describe:

E. LSP SIGNATURE AND STAMP:

I attest under the pains and penalties of perjury that I have personally examined and am familiar with this transmittal form, including any and
all documents accompanying this submittal. In my professional opinion and judgment based upon application of (i) the standard of care in
309 CMR 4.02(1), (ii) the applicable provisionsof 309 CMR 4.02(2) and (3), and 309 CMR 4.03(2), and (iii) the provisions of 309 CMR 4.03(3),
to the best of my knowledge, information and belief,

> if Section B of this form indicates that an Immediate Response Action Plan is being submitted, the response action(s) that is(are) the
subject of this submittal (i) has (have) been developed in accordance with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000,
(ii) is(are) appropriate and reasonable to accomplish thepurposes of such response action(s) as set forth in the applicable provisions of
M.G.L. c. 21E and 310 CMR 40.0000 and (iii) complies(y) with the identified provisions of all orders, permits, and approvals identified in this
submittal;

> if Section B of this form indicates that an Imminent Hazard Evaluation is being submitted, this Imminent Hazard Evaluation was developed
in accordance with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000, and the assessment activity(ies) undertaken to support
this Imminent Hazard Evaluation comply(ies) with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000;

> if Section B of this form indicates that an Immediate Response Action Status Report and/or a Remedial Monitoring Report is(are) being
submitted, the response action(s) that is (are) the subject of this submittal (i) is (are) being implemented in accordance with the applicable
provisions of M.G.L. c. 21E and 310 CMR 40.0000,(ii) is (are) appropriate and reasonable to accomplish the purposes of such response
action(s) as set forth in the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000 and (iii) comply(ies) with the identified provisions
of all orders, permits, and approvals identified in this submittal;

> if Section B of this form indicates that an Immediate Response Action Completion Statement or a request to Terminate an Active
Remedial System or Response Action(s) Taken to Address an Imminent Hazard is being submitted, the response action(s) that is(are) the
subject of this submittal (i) has (have) been developed and implemented in accordance with the applicable provisions of M.G.L. c. 21E and
310 CMR 40.0000, (ii) is(are) appropriate and reasonable to accomplish the purposes of such response action(s) as set forth in the applicable
provisions of M.G.L. c. 21E and 310 CMR 40.0000 and (iii) comply(ies) with the identified provisions of all orders, permits, and approvals
identified in this submittal.

I am aware that significant penalties may result, including, but not limited to, possible fines and imprisonment, if I submit information which I
know to be false, inaccurate or materially incomplete.

1. LSP #: 1443

2. First Name: ROGER P 3. Last Name: THIBAULT

4. Telephone: 508­331­2700 5. Ext: 6. Email:

7. Signature:

8. Date: (mm/dd/yyyy) 9. LSP Stamp:

F. PERSON UNDERTAKING IRA:

1. Check all that apply: a. change in contact name b. change of address c. change in the person undertaking response
actions

2. Name of Organization: BARNSTABLE COUNTY COMMISSIONERS

3. Contact First Name: JACK 4. Last Name: YUNITS

5. Street: 3195 MAIN ST 6. Title:

7. City/Town: BARNSTABLE 8. State: MA 9. Zip Code: 026300000

10. Telephone: 508­375­6643 11. Ext: 12. Email: JYUNITS@BARNSTABLECOUNTY.ORG

G. RELATIONSHIP TO RELEASE OR THREAT OF RELEASE OF PERSON UNDERTAKING IRA:

Check here to change relationship

1. RP or PRP a. Owner b. Operator c. Generator d. Transporter

e. Other RP or PRP Specify Relationship:

2. Fiduciary, Secured Lender or Municipality with Exempt Status (as defined by M.G.L. c. 21E, s. 2)

3. Agency or Public Utility on a Right of Way (as defined by M.G.L. c. 21E, s. 5(j))

4. Any Other Person Undertaking Response Actions: Specify Relationship:

H. REQUIRED ATTACHMENT AND SUBMITTALS:

1. Check here if any Remediation Waste, generated as a result of this IRA, will be stored, treated, managed, recycled or reused at the site
following submission of the IRA Completion Statement. If this box is checked, you must submit one of the following plans, along with
the appropriate transmittal form.

a. A Release Abatement Measure (RAM) Plan (BWSC106) b. Phase IV Remedy Implementation Plan (BWSC108)

2. Check here if the Response Action(s) on which this opinion is based, if any, are (were) subject to any order(s), permit(s) and/or
approval(s) issued by MassDEP or EPA. If the box is checked, you MUST attach a statement identifying the applicable provisions
thereof.

3. Check here to certify that the Chief Municipal Officer and the Local Boardof Health were notified of the implementation of an
Immediate Response Action taken to control, prevent, abate or eliminate an Imminent Hazard.

4. Check here to certify that the Chief Municipal Officer and the Local Boardof Health were notified of the submittal of a Completion
Statement for an Immediate Response Action taken to control, prevent, abate or eliminate an Imminent Hazard.

5. Check here if any non­updatable information provided on this form is incorrect, e.g. Release Address/Location Aid. Send corrections
to BWSC.eDEP@state.ma.us.

6. Check here to certify that the LSP Opinion containing the material facts, data, and other information is attached.

I. CERTIFICATION OF PERSON UNDERTAKING IRA:

1. I, , attest under the pains and penalties of perjury (i) that I have personally examined and
am familiar with the information contained in this submittal, including any and all documents accompanying this transmittal form; (ii)
that, based on my inquiry of the/those individual(s) immediately responsible for obtaining the information, the material information
contained herein is, to the best of my knowledge, information and belief, true, accurate and complete; (iii)  that, to the best of my
knowledge, information and belief, I/the person(s) or entity(ies) on whose behalf this submittal is made satisfy(ies) the criteria in 310
CMR 40.0183(2); (iv) that I/the person(s) or entity(ies) on whose behalf this submittal is made have provided notice in accordance with
310 CMR 40.0183(5); and (v) that I am fully authorized to make this attestation on behalf of the  person(s) or entity(ies) legally
responsible for this submittal. I/the person(s) or entity(ies) on whose behalf this submittal is made  is/are aware that there are
significant penalties, including, but not limited to, possible fines and imprisonment, for willfully  submitting false, inaccurate, or
incomplete information.

2. By: 3. Title:

4. For: BARNSTABLE COUNTY COMMISSIONERS 5. Date: (mm/dd/yyyy)

6. Check here if the address of the person providing certification is different from address recorded in Section F.

7. Street:

8. City/Town: 9. State: 10. Zip Code:

11. Telephone: 12. Ext: 13. Email:

YOU ARE SUBJECT TO AN ANNUAL COMPLIANCE ASSURANCE FEE OF UP TO $10,000 PER BILLABLE
YEAR FOR THIS DISPOSAL SITE. YOU MUST LEGIBLY COMPLETE ALL RELEVANT SECTIONS OF THIS
FORM OR DEP MAY RETURN THE DOCUMENT AS INCOMPLETE. IF YOU SUBMIT AN INCOMPLETE

FORM, YOU MAY BE PENALIZED FOR MISSING A REQUIRED DEADLINE.
Date Stamp (DEP USE ONLY:)

Massachusetts Department of Environmental Protection
Bureau of Waste Site Cleanup
Immediate Response Action (IRA) Transmittal Form
Pursuant to 310 CMR 40.0424 ­ 40.0427 (Subpart D)

BWSC 105
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A. SITE LOCATION:

1. Release Name/Location Aid: BARNSTABLE COUNTY FIRE TRAINING ACADEMY

2. Street Address: 155 SOUTH FLINT ROCK ROAD

3. City/Town: BARNSTABLE 4. Zip Code: 026300000

5. Check here if this location is Adequately Regulated, pursuant to 310 CMR 40.0110­0114.

a. CERCLA b. HSWA Corrective Action c. Solid Waste Management

d. RCRA State Program (21C Facilities)

B. THIS FORM IS BEING USED TO: (check all that apply)
1. List Submittal Date of Initial IRA Written Plan (if previously submitted): 9/26/2016

2. Submit an Initial IRA Plan.

3. Submit a Modified IRA Plan of a previously submitted written IRA Plan.

4. Submit an Imminent Hazard Evaluation. (check one)

a. An Imminent Hazard exists in connection with this Release or Threat of Release.

b. An Imminent Hazard does not exist in connection with this Release or Threat of Release.

c. It is unknown whether an Imminent Hazard exists in connection with this Release or Threat of Release, and further assessment
activities will be undertaken.

d. It is unknown whether an Imminent Hazard exists in connection with this Release or Threat of Release. However, response actions
will address those conditions that could pose an Imminent Hazard.

5. Submit a request to Terminate an Active Remedial System or Response Action(s) Taken to Address an Imminent Hazard.

6. Submit an IRA Status Report

7. Submit a Remedial Monitoring Report. (This report can only be submitted through eDEP.)

a. Type of Report: (check one) i. Initial Report ii. Interim Report iii. Final Report

b. Frequency of Submittal: (check all that apply)

i. A Remedial Monitoring Report(s) submitted monthly to address an Imminent Hazard.

ii. A Remedial Monitoring Report(s) submitted monthly to address a Condition of Substantial Release Migration.

iii. A Remedial Monitoring Report(s) submitted every six months, concurrent with an IRA Status Report.

iv. A Remedial Monitoring Report(s) submitted annually, concurrent with an IRA Status Report.

c. Number of Remedial Systems and/or Monitoring Programs: 1

A separate BWSC105A, IRA Remedial Monitoring Report, must be filled out for each Remedial System and/or Monitoring Program
addressed by this transmittal form.

8. Submit an IRA Completion Statement.

a. Check here if future response actions addressing this Release or Threat of Release notification condition will be conducted as part
of the Response Actions planned or ongoing at a Site that has already been Tier Classified under a different Release Tracking Number
(RTN)

b. Provide Release Tracking Number of Tier Classified Site (Primary RTN):

These additional response actions must occur according to the deadlines applicable to the Primary RTN. Use the Primary RTN when
making all future submittals for the site unless specifically relating to this Immediate Response Action.

9. Submit a Revised IRA Completion Statement.

10. Submit a Plan for the Application of Remedial Additives near a sensitive receptor, pursuant to 310 CMR 40.0046(3).

(All sections of this transmittal form must be filled out unless otherwise noted above)

C. RELEASE OR THREAT OF RELEASE CONDITIONS THAT WARRANT IRA:
1. Media Impacted and Receptors Affected: (check all that apply) a. Paved Surface b. Basement c. School

d. Public Water Supply e. Surface Water f. Zone 2 g. Private Well h. Residence i. Soil

j. Groundwater k. Sediments l. Wetland m. Storm Drain n. Indoor Air o. Air

p. Soil Gas q. Sub­Slab Soil Gas r. Critical Exposure Pathway s. NAPL t. Unknown

r. Others Specify:

2. Sources of the Release or TOR: (check all that apply) a. Transformer b. Fuel Tank c. Pipe

d. OHM Delivery e. AST f. Drums g. Tanker Truck h. Hose i. Line

j. UST Describe: k. Vehicle l. Boat/Vessel

m. Unknown n. Other: FIRETRAINING FOAM

3. Type of Release or TOR: (check all that apply) a. Dumping b. Fire c. AST Removal d. Overfill

e. Rupture f. Vehicle Accident g. Leak h. Spill i. Test failure j. TOR Only

k. UST Removal Describe:

l. Unknown m. Other: HISTORIC FOAM USE

4. Identify Oils and Hazardous Materials Released: (check all that apply) a. Oils b. Chlorinated Solvents

c. Heavy Metals d. Others Specify: PFAS

D. DESCRIPTION OF RESPONSE ACTIONS: (check all that apply, for volumes list cumulative amounts)

1. Assessment and/or Monitoring Only 2. Temporary Covers or Caps

3. Deployment of Absorbent or Containment Materials 4. Temporary Water Supplies

5. Structure Venting System/HVAC Modification System 6. Temporary Evacuation or Relocation of Residents

7. Product or NAPL Recovery 8. Fencing and Sign Posting

9. Groundwater Treatment Systems 10. Soil Vapor Extraction

11. Remedial Additives 12. Air Sparging

13. Active Exposure Pathway Mitigation System 14. Passive Exposure Pathway Mitigation System

D. DESCRIPTION OF RESPONSE ACTIONS: (cont.)

15. Excavation of Contaminated Soils.

a. Re­use, Recycling or Treatment i. On Site Estimated volume in cubic yards

ii. Off Site Estimated volume in cubic yards

iia. Receiving Facility: Town: State:

iib. Receiving Facility: Town: State:

iii. Describe:

b. Store i. On Site Estimated volume in cubic yards

ii. Off Site Estimated volume in cubic yards

iia. Receiving Facility: Town: State:

iib. Receiving Facility: Town: State:

c. Landfill i. Cover Estimated volume in cubic yards

Receiving Facility: Town: State:

ii. Disposal Estimated volume in cubic yards 200

Receiving Facility: TAUNTON LANDFILL Town: TAUNTON State: MA

16. Removal of Drums, Tanks, or Containers:

a. Describe Quantity and Amount:

b. Receiving Facility: Town: State:

c. Receiving Facility: Town: State:

17. Removal of Other Contaminated Media:

a. Specify Type and Volume:

18. Other Response Actions:

Describe:

19. Use of Innovative Technologies:

Describe:

E. LSP SIGNATURE AND STAMP:

I attest under the pains and penalties of perjury that I have personally examined and am familiar with this transmittal form, including any and
all documents accompanying this submittal. In my professional opinion and judgment based upon application of (i) the standard of care in
309 CMR 4.02(1), (ii) the applicable provisionsof 309 CMR 4.02(2) and (3), and 309 CMR 4.03(2), and (iii) the provisions of 309 CMR 4.03(3),
to the best of my knowledge, information and belief,

> if Section B of this form indicates that an Immediate Response Action Plan is being submitted, the response action(s) that is(are) the
subject of this submittal (i) has (have) been developed in accordance with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000,
(ii) is(are) appropriate and reasonable to accomplish thepurposes of such response action(s) as set forth in the applicable provisions of
M.G.L. c. 21E and 310 CMR 40.0000 and (iii) complies(y) with the identified provisions of all orders, permits, and approvals identified in this
submittal;

> if Section B of this form indicates that an Imminent Hazard Evaluation is being submitted, this Imminent Hazard Evaluation was developed
in accordance with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000, and the assessment activity(ies) undertaken to support
this Imminent Hazard Evaluation comply(ies) with the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000;

> if Section B of this form indicates that an Immediate Response Action Status Report and/or a Remedial Monitoring Report is(are) being
submitted, the response action(s) that is (are) the subject of this submittal (i) is (are) being implemented in accordance with the applicable
provisions of M.G.L. c. 21E and 310 CMR 40.0000,(ii) is (are) appropriate and reasonable to accomplish the purposes of such response
action(s) as set forth in the applicable provisions of M.G.L. c. 21E and 310 CMR 40.0000 and (iii) comply(ies) with the identified provisions
of all orders, permits, and approvals identified in this submittal;

> if Section B of this form indicates that an Immediate Response Action Completion Statement or a request to Terminate an Active
Remedial System or Response Action(s) Taken to Address an Imminent Hazard is being submitted, the response action(s) that is(are) the
subject of this submittal (i) has (have) been developed and implemented in accordance with the applicable provisions of M.G.L. c. 21E and
310 CMR 40.0000, (ii) is(are) appropriate and reasonable to accomplish the purposes of such response action(s) as set forth in the applicable
provisions of M.G.L. c. 21E and 310 CMR 40.0000 and (iii) comply(ies) with the identified provisions of all orders, permits, and approvals
identified in this submittal.

I am aware that significant penalties may result, including, but not limited to, possible fines and imprisonment, if I submit information which I
know to be false, inaccurate or materially incomplete.

1. LSP #: 1443

2. First Name: ROGER P 3. Last Name: THIBAULT

4. Telephone: 508­331­2700 5. Ext: 6. Email:

7. Signature:

8. Date: (mm/dd/yyyy) 9. LSP Stamp:

F. PERSON UNDERTAKING IRA:

1. Check all that apply: a. change in contact name b. change of address c. change in the person undertaking response
actions

2. Name of Organization: BARNSTABLE COUNTY COMMISSIONERS

3. Contact First Name: JACK 4. Last Name: YUNITS

5. Street: 3195 MAIN ST 6. Title:

7. City/Town: BARNSTABLE 8. State: MA 9. Zip Code: 026300000

10. Telephone: 508­375­6643 11. Ext: 12. Email: JYUNITS@BARNSTABLECOUNTY.ORG

G. RELATIONSHIP TO RELEASE OR THREAT OF RELEASE OF PERSON UNDERTAKING IRA:

Check here to change relationship

1. RP or PRP a. Owner b. Operator c. Generator d. Transporter

e. Other RP or PRP Specify Relationship:

2. Fiduciary, Secured Lender or Municipality with Exempt Status (as defined by M.G.L. c. 21E, s. 2)

3. Agency or Public Utility on a Right of Way (as defined by M.G.L. c. 21E, s. 5(j))

4. Any Other Person Undertaking Response Actions: Specify Relationship:

H. REQUIRED ATTACHMENT AND SUBMITTALS:

1. Check here if any Remediation Waste, generated as a result of this IRA, will be stored, treated, managed, recycled or reused at the site
following submission of the IRA Completion Statement. If this box is checked, you must submit one of the following plans, along with
the appropriate transmittal form.

a. A Release Abatement Measure (RAM) Plan (BWSC106) b. Phase IV Remedy Implementation Plan (BWSC108)

2. Check here if the Response Action(s) on which this opinion is based, if any, are (were) subject to any order(s), permit(s) and/or
approval(s) issued by MassDEP or EPA. If the box is checked, you MUST attach a statement identifying the applicable provisions
thereof.

3. Check here to certify that the Chief Municipal Officer and the Local Boardof Health were notified of the implementation of an
Immediate Response Action taken to control, prevent, abate or eliminate an Imminent Hazard.

4. Check here to certify that the Chief Municipal Officer and the Local Boardof Health were notified of the submittal of a Completion
Statement for an Immediate Response Action taken to control, prevent, abate or eliminate an Imminent Hazard.

5. Check here if any non­updatable information provided on this form is incorrect, e.g. Release Address/Location Aid. Send corrections
to BWSC.eDEP@state.ma.us.

6. Check here to certify that the LSP Opinion containing the material facts, data, and other information is attached.

I. CERTIFICATION OF PERSON UNDERTAKING IRA:

1. I, , attest under the pains and penalties of perjury (i) that I have personally examined and
am familiar with the information contained in this submittal, including any and all documents accompanying this transmittal form; (ii)
that, based on my inquiry of the/those individual(s) immediately responsible for obtaining the information, the material information
contained herein is, to the best of my knowledge, information and belief, true, accurate and complete; (iii)  that, to the best of my
knowledge, information and belief, I/the person(s) or entity(ies) on whose behalf this submittal is made satisfy(ies) the criteria in 310
CMR 40.0183(2); (iv) that I/the person(s) or entity(ies) on whose behalf this submittal is made have provided notice in accordance with
310 CMR 40.0183(5); and (v) that I am fully authorized to make this attestation on behalf of the  person(s) or entity(ies) legally
responsible for this submittal. I/the person(s) or entity(ies) on whose behalf this submittal is made  is/are aware that there are
significant penalties, including, but not limited to, possible fines and imprisonment, for willfully  submitting false, inaccurate, or
incomplete information.

2. By: 3. Title:

4. For: BARNSTABLE COUNTY COMMISSIONERS 5. Date: (mm/dd/yyyy)

6. Check here if the address of the person providing certification is different from address recorded in Section F.

7. Street:

8. City/Town: 9. State: 10. Zip Code:

11. Telephone: 12. Ext: 13. Email:

YOU ARE SUBJECT TO AN ANNUAL COMPLIANCE ASSURANCE FEE OF UP TO $10,000 PER BILLABLE
YEAR FOR THIS DISPOSAL SITE. YOU MUST LEGIBLY COMPLETE ALL RELEVANT SECTIONS OF THIS
FORM OR DEP MAY RETURN THE DOCUMENT AS INCOMPLETE. IF YOU SUBMIT AN INCOMPLETE

FORM, YOU MAY BE PENALIZED FOR MISSING A REQUIRED DEADLINE.
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A. DESCRIPTION OF ACTIVE OPERATION AND MAINTENANCE ACTIVITY:
1. Type of Active Operation and Maintenance Activity: (check all that apply)

a. Active Remedial System: (check all that apply)
i. NAPL Recovery ii. Soil Vapor Extraction/Bioventing iii. Vapor­phase Carbon Adsorption
iv. Groundwater Recovery v. Dual/Multi­phase Extraction vi. Aqueous­phase Carbon Adsorption
vii. Air Stripping viii. Sparging/Biosparging ix. Cat/Thermal Oxidation
x. Other Describe:

b. Active Exposure Pathway Elimination Measure
Active Exposure Pathway Mitigation System to address (check one): i. Indoor Air ii. Drinking Water

c. Application of Remedial Additives: (check all that apply)
i. To the Subsurface ii. To Groundwater (Injection) iii. To the Surface

d. Active Remedial Monitoring Program Without the Application of Remedial Additives: (check all that apply; Sections C, D
and E are not required; attach supporting information, data, maps and/or sketches needed by checking Section G5)

i. Reactive Wall ii. Natural Attenuation iii. Other Describe:

2. Mode of Operation: (check one)
a. Continuous b. Intermittent c. Pulsed d. One­time Event Only e. Other:

3. System Effluent/Discharge: (check all that apply)
a. Sanitary Sewer/POTW
b. Groundwater Re­infiltration/Re­injection: (check one) i. Downgradient ii. Upgradient
c. Vapor­phase Discharge to Ambient Air: (check one) i. Off­gas Controls ii. No Off­gas Controls
d. Drinking Water Supply
e. Surface Water (including Storm Drains)
f. Other Describe:

B. MONITORING FREQUENCY:
1. Reporting period that is the subject of this submittal: From: 6/1/2019 To: 6/30/2019

(mm/dd/yyyy) (mm/dd/yyyy)
2. Number of monitoring events during the reporting period: (check one)

a. System Startup: (if applicable)
i. Days 1, 3, 6, and then weekly thereafter, for the first month.
ii. Other Describe:

b. Post­system Startup (after first month) or Monitoring Program:
i. Monthly
ii. Quarterly
iii. Annually
iv. Other Describe:

3. Check here to certify that the number of required monitoring events were conducted during the reporting period.
C. EFFLUENT/DISCHARGE REGULATION: (check one to indicate how the effluent/discharge limits were established)

1. NPDES: (check one) a. Remediation General Permit b. Individual Permit
c. Emergency Exclusion Effective Date of Permit:

(mm/dd/yyyy)
2. MCP Performance Standard MCP Citations(s):

3. DEP Approval Letter Date of Letter: 11/18/2016
(mm/dd/yyyy)

4. Other Describe:

D. WASTEWATER TREATMENT PLANT OPERATOR: (check one)
1. Required due to Remedial Wastewater Treatment Plant in place for more than 30 days.
a. Name: TJ MCGOFF b. Grade: 4

c. License No: 1344 d. License Exp. Date: 12/31/2019

(mm/dd/yyyy)

2. Not Required
3. Not Applicable

E. STATUS OF ACTIVE REMEDIAL SYSTEM OR ACTIVE REMEDIAL MONITORING PROGRAM DURING
REPORTING PERIOD: (check all that apply)

1. The Active Remedial System was functional one or more days during the Reporting Period.

a. Days System was Fully Functional: 28 b. GW Recovered (gals): 1755648

c. NAPL Recovered (gals): d. GW Discharged (gals): 1755648

e. Avg. Soil Gas Recovery Rate (scfm): f. Avg. Sparging Rate (scfm):
2. Remedial Additives: (check all that apply)

a. No Remedial Additives applied during the Reporting Period.
b. Enhanced Bioremediation Additives applied: (total quantity applied at the site for the current reporting period)
i. Nitrogen/Phosphorus: ii. Peroxides:

Name of Additive Date Quantity Units Name of Additive Date Quantity Units

iii. Microorganisms: iv. Other:

Name of Additive Date Quantity Units Name of Additive Date Quantity Units

c. Chemical oxidation/reduction additives applied: (total quantity applied at the site for the current reporting period)
i. Permanganates: ii. Peroxides:

Name of Additive Date Quantity Units Name of Additive Date Quantity Units

iii. Persulfates: iv. Other:

Name of Additive Date Quantity Units Name of Additive Date Quantity Units

E. STATUS OF ACTIVE REMEDIAL SYSTEM OR ACTIVE REMEDIAL MONITORING PROGRAM DURING
REPORTING PERIOD: (cont.)

d. Other additives applied: (total quantity applied at the site for the current reporting period)
Name of Additive Date Quantity Units Name of Additive Date Quantity Units

e. Check here if any additional Remedial Additives were applied. Attach list of additional additives and include Name of
Additive, Date Applied, Quantity Applied and Units (in gals. or lbs.)

F. SHUTDOWNS OF ACTIVE REMEDIAL SYSTEM OR ACTIVE REMEDIAL MONITORING PROGRAM: (check all that
apply)

1. The Active Remedial System had unscheduled shutdowns on one or more occasions during the Reporting Period.

a. Number of Unscheduled Shutdowns: b. Total Number of Days of Unscheduled Shutdowns:

c. Reason(s) for Unscheduled Shutdowns:

2. The Active Remedial System had scheduled shutdowns on one or more occasions during the Reporting Period.

a. Number of Scheduled Shutdowns: 1 b. Total Number of Days of Scheduled Shutdowns: 2

c. Reason(s) for Scheduled Shutdowns: CARBON CHANGEOUT

3. The Active Remedial System or Active Remedial Monitoring Program was permanently shutdown/discontinued during the
Reporting Period.

a. Date of Final System or Monitoring Program Shutdown:
(mm/dd/yyyy)

b. No Further Effluent Discharges.

c. No Further Application of Remedial Additives planned; sufficient monitoring completed to demonstrate compliance with
310 CMR 40.0046.

d. No Further Submittals Planned.

e. Other: Describe:

G. SUMMARY STATEMENTS: (check all that apply for the current reporting period)
1. All Active Remedial System checks and effluent analyses required by the approved plan and/or permit were performed when

applicable.
2. There were no significant problems or prolonged (>25% of reporting period) unscheduled shutdowns of the Active Remedial

System.
3. The Active Remedial System or Active Remedial Monitoring Program operated in conformance with the MCP, and all

applicable approval conditions and/or permits.
4. Indicate any Operational Problems or Notes:

5. Check here if additional/supporting Information, data, maps, and/or sketches are attached to the form.
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A. DESCRIPTION OF ACTIVE OPERATION AND MAINTENANCE ACTIVITY:
1. Type of Active Operation and Maintenance Activity: (check all that apply)

a. Active Remedial System: (check all that apply)
i. NAPL Recovery ii. Soil Vapor Extraction/Bioventing iii. Vapor­phase Carbon Adsorption
iv. Groundwater Recovery v. Dual/Multi­phase Extraction vi. Aqueous­phase Carbon Adsorption
vii. Air Stripping viii. Sparging/Biosparging ix. Cat/Thermal Oxidation
x. Other Describe:

b. Active Exposure Pathway Elimination Measure
Active Exposure Pathway Mitigation System to address (check one): i. Indoor Air ii. Drinking Water

c. Application of Remedial Additives: (check all that apply)
i. To the Subsurface ii. To Groundwater (Injection) iii. To the Surface

d. Active Remedial Monitoring Program Without the Application of Remedial Additives: (check all that apply; Sections C, D
and E are not required; attach supporting information, data, maps and/or sketches needed by checking Section G5)

i. Reactive Wall ii. Natural Attenuation iii. Other Describe:

2. Mode of Operation: (check one)
a. Continuous b. Intermittent c. Pulsed d. One­time Event Only e. Other:

3. System Effluent/Discharge: (check all that apply)
a. Sanitary Sewer/POTW
b. Groundwater Re­infiltration/Re­injection: (check one) i. Downgradient ii. Upgradient
c. Vapor­phase Discharge to Ambient Air: (check one) i. Off­gas Controls ii. No Off­gas Controls
d. Drinking Water Supply
e. Surface Water (including Storm Drains)
f. Other Describe:

B. MONITORING FREQUENCY:
1. Reporting period that is the subject of this submittal: From: 6/1/2019 To: 6/30/2019

(mm/dd/yyyy) (mm/dd/yyyy)
2. Number of monitoring events during the reporting period: (check one)

a. System Startup: (if applicable)
i. Days 1, 3, 6, and then weekly thereafter, for the first month.
ii. Other Describe:

b. Post­system Startup (after first month) or Monitoring Program:
i. Monthly
ii. Quarterly
iii. Annually
iv. Other Describe:

3. Check here to certify that the number of required monitoring events were conducted during the reporting period.
C. EFFLUENT/DISCHARGE REGULATION: (check one to indicate how the effluent/discharge limits were established)

1. NPDES: (check one) a. Remediation General Permit b. Individual Permit
c. Emergency Exclusion Effective Date of Permit:

(mm/dd/yyyy)
2. MCP Performance Standard MCP Citations(s):

3. DEP Approval Letter Date of Letter: 11/18/2016
(mm/dd/yyyy)

4. Other Describe:

D. WASTEWATER TREATMENT PLANT OPERATOR: (check one)
1. Required due to Remedial Wastewater Treatment Plant in place for more than 30 days.
a. Name: TJ MCGOFF b. Grade: 4

c. License No: 1344 d. License Exp. Date: 12/31/2019

(mm/dd/yyyy)

2. Not Required
3. Not Applicable

E. STATUS OF ACTIVE REMEDIAL SYSTEM OR ACTIVE REMEDIAL MONITORING PROGRAM DURING
REPORTING PERIOD: (check all that apply)

1. The Active Remedial System was functional one or more days during the Reporting Period.

a. Days System was Fully Functional: 28 b. GW Recovered (gals): 1755648

c. NAPL Recovered (gals): d. GW Discharged (gals): 1755648

e. Avg. Soil Gas Recovery Rate (scfm): f. Avg. Sparging Rate (scfm):
2. Remedial Additives: (check all that apply)

a. No Remedial Additives applied during the Reporting Period.
b. Enhanced Bioremediation Additives applied: (total quantity applied at the site for the current reporting period)
i. Nitrogen/Phosphorus: ii. Peroxides:

Name of Additive Date Quantity Units Name of Additive Date Quantity Units

iii. Microorganisms: iv. Other:

Name of Additive Date Quantity Units Name of Additive Date Quantity Units

c. Chemical oxidation/reduction additives applied: (total quantity applied at the site for the current reporting period)
i. Permanganates: ii. Peroxides:

Name of Additive Date Quantity Units Name of Additive Date Quantity Units

iii. Persulfates: iv. Other:

Name of Additive Date Quantity Units Name of Additive Date Quantity Units

E. STATUS OF ACTIVE REMEDIAL SYSTEM OR ACTIVE REMEDIAL MONITORING PROGRAM DURING
REPORTING PERIOD: (cont.)

d. Other additives applied: (total quantity applied at the site for the current reporting period)
Name of Additive Date Quantity Units Name of Additive Date Quantity Units

e. Check here if any additional Remedial Additives were applied. Attach list of additional additives and include Name of
Additive, Date Applied, Quantity Applied and Units (in gals. or lbs.)

F. SHUTDOWNS OF ACTIVE REMEDIAL SYSTEM OR ACTIVE REMEDIAL MONITORING PROGRAM: (check all that
apply)

1. The Active Remedial System had unscheduled shutdowns on one or more occasions during the Reporting Period.

a. Number of Unscheduled Shutdowns: b. Total Number of Days of Unscheduled Shutdowns:

c. Reason(s) for Unscheduled Shutdowns:

2. The Active Remedial System had scheduled shutdowns on one or more occasions during the Reporting Period.

a. Number of Scheduled Shutdowns: 1 b. Total Number of Days of Scheduled Shutdowns: 2

c. Reason(s) for Scheduled Shutdowns: CARBON CHANGEOUT

3. The Active Remedial System or Active Remedial Monitoring Program was permanently shutdown/discontinued during the
Reporting Period.

a. Date of Final System or Monitoring Program Shutdown:
(mm/dd/yyyy)

b. No Further Effluent Discharges.

c. No Further Application of Remedial Additives planned; sufficient monitoring completed to demonstrate compliance with
310 CMR 40.0046.

d. No Further Submittals Planned.

e. Other: Describe:

G. SUMMARY STATEMENTS: (check all that apply for the current reporting period)
1. All Active Remedial System checks and effluent analyses required by the approved plan and/or permit were performed when

applicable.
2. There were no significant problems or prolonged (>25% of reporting period) unscheduled shutdowns of the Active Remedial

System.
3. The Active Remedial System or Active Remedial Monitoring Program operated in conformance with the MCP, and all

applicable approval conditions and/or permits.
4. Indicate any Operational Problems or Notes:

5. Check here if additional/supporting Information, data, maps, and/or sketches are attached to the form.
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A. DESCRIPTION OF ACTIVE OPERATION AND MAINTENANCE ACTIVITY:
1. Type of Active Operation and Maintenance Activity: (check all that apply)

a. Active Remedial System: (check all that apply)
i. NAPL Recovery ii. Soil Vapor Extraction/Bioventing iii. Vapor­phase Carbon Adsorption
iv. Groundwater Recovery v. Dual/Multi­phase Extraction vi. Aqueous­phase Carbon Adsorption
vii. Air Stripping viii. Sparging/Biosparging ix. Cat/Thermal Oxidation
x. Other Describe:

b. Active Exposure Pathway Elimination Measure
Active Exposure Pathway Mitigation System to address (check one): i. Indoor Air ii. Drinking Water

c. Application of Remedial Additives: (check all that apply)
i. To the Subsurface ii. To Groundwater (Injection) iii. To the Surface

d. Active Remedial Monitoring Program Without the Application of Remedial Additives: (check all that apply; Sections C, D
and E are not required; attach supporting information, data, maps and/or sketches needed by checking Section G5)

i. Reactive Wall ii. Natural Attenuation iii. Other Describe:

2. Mode of Operation: (check one)
a. Continuous b. Intermittent c. Pulsed d. One­time Event Only e. Other:

3. System Effluent/Discharge: (check all that apply)
a. Sanitary Sewer/POTW
b. Groundwater Re­infiltration/Re­injection: (check one) i. Downgradient ii. Upgradient
c. Vapor­phase Discharge to Ambient Air: (check one) i. Off­gas Controls ii. No Off­gas Controls
d. Drinking Water Supply
e. Surface Water (including Storm Drains)
f. Other Describe:

B. MONITORING FREQUENCY:
1. Reporting period that is the subject of this submittal: From: 6/1/2019 To: 6/30/2019

(mm/dd/yyyy) (mm/dd/yyyy)
2. Number of monitoring events during the reporting period: (check one)

a. System Startup: (if applicable)
i. Days 1, 3, 6, and then weekly thereafter, for the first month.
ii. Other Describe:

b. Post­system Startup (after first month) or Monitoring Program:
i. Monthly
ii. Quarterly
iii. Annually
iv. Other Describe:

3. Check here to certify that the number of required monitoring events were conducted during the reporting period.
C. EFFLUENT/DISCHARGE REGULATION: (check one to indicate how the effluent/discharge limits were established)

1. NPDES: (check one) a. Remediation General Permit b. Individual Permit
c. Emergency Exclusion Effective Date of Permit:

(mm/dd/yyyy)
2. MCP Performance Standard MCP Citations(s):

3. DEP Approval Letter Date of Letter: 11/18/2016
(mm/dd/yyyy)

4. Other Describe:

D. WASTEWATER TREATMENT PLANT OPERATOR: (check one)
1. Required due to Remedial Wastewater Treatment Plant in place for more than 30 days.
a. Name: TJ MCGOFF b. Grade: 4

c. License No: 1344 d. License Exp. Date: 12/31/2019

(mm/dd/yyyy)

2. Not Required
3. Not Applicable

E. STATUS OF ACTIVE REMEDIAL SYSTEM OR ACTIVE REMEDIAL MONITORING PROGRAM DURING
REPORTING PERIOD: (check all that apply)

1. The Active Remedial System was functional one or more days during the Reporting Period.

a. Days System was Fully Functional: 28 b. GW Recovered (gals): 1755648

c. NAPL Recovered (gals): d. GW Discharged (gals): 1755648

e. Avg. Soil Gas Recovery Rate (scfm): f. Avg. Sparging Rate (scfm):
2. Remedial Additives: (check all that apply)

a. No Remedial Additives applied during the Reporting Period.
b. Enhanced Bioremediation Additives applied: (total quantity applied at the site for the current reporting period)
i. Nitrogen/Phosphorus: ii. Peroxides:

Name of Additive Date Quantity Units Name of Additive Date Quantity Units

iii. Microorganisms: iv. Other:

Name of Additive Date Quantity Units Name of Additive Date Quantity Units

c. Chemical oxidation/reduction additives applied: (total quantity applied at the site for the current reporting period)
i. Permanganates: ii. Peroxides:

Name of Additive Date Quantity Units Name of Additive Date Quantity Units

iii. Persulfates: iv. Other:

Name of Additive Date Quantity Units Name of Additive Date Quantity Units

E. STATUS OF ACTIVE REMEDIAL SYSTEM OR ACTIVE REMEDIAL MONITORING PROGRAM DURING
REPORTING PERIOD: (cont.)

d. Other additives applied: (total quantity applied at the site for the current reporting period)
Name of Additive Date Quantity Units Name of Additive Date Quantity Units

e. Check here if any additional Remedial Additives were applied. Attach list of additional additives and include Name of
Additive, Date Applied, Quantity Applied and Units (in gals. or lbs.)

F. SHUTDOWNS OF ACTIVE REMEDIAL SYSTEM OR ACTIVE REMEDIAL MONITORING PROGRAM: (check all that
apply)

1. The Active Remedial System had unscheduled shutdowns on one or more occasions during the Reporting Period.

a. Number of Unscheduled Shutdowns: b. Total Number of Days of Unscheduled Shutdowns:

c. Reason(s) for Unscheduled Shutdowns:

2. The Active Remedial System had scheduled shutdowns on one or more occasions during the Reporting Period.

a. Number of Scheduled Shutdowns: 1 b. Total Number of Days of Scheduled Shutdowns: 2

c. Reason(s) for Scheduled Shutdowns: CARBON CHANGEOUT

3. The Active Remedial System or Active Remedial Monitoring Program was permanently shutdown/discontinued during the
Reporting Period.

a. Date of Final System or Monitoring Program Shutdown:
(mm/dd/yyyy)

b. No Further Effluent Discharges.

c. No Further Application of Remedial Additives planned; sufficient monitoring completed to demonstrate compliance with
310 CMR 40.0046.

d. No Further Submittals Planned.

e. Other: Describe:

G. SUMMARY STATEMENTS: (check all that apply for the current reporting period)
1. All Active Remedial System checks and effluent analyses required by the approved plan and/or permit were performed when

applicable.
2. There were no significant problems or prolonged (>25% of reporting period) unscheduled shutdowns of the Active Remedial

System.
3. The Active Remedial System or Active Remedial Monitoring Program operated in conformance with the MCP, and all

applicable approval conditions and/or permits.
4. Indicate any Operational Problems or Notes:

5. Check here if additional/supporting Information, data, maps, and/or sketches are attached to the form.
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Point of
Measurement

Date
(mm/dd/yyyy)

Contaminant,
Measurement and/or
Indicator Parameter

Influent
Concentration

(where
applicable)

Midpoint
Concentration

(where
applicable)

(check one)

Discharge

GroundWater
Concentration
Pressure
Differential

Check
here, if
ND/BDL

Permissible
Concentration
or Pressure
Differential

Units Within
Permissible
Limits?
(Y/N)

Check here if any additional BWSC105 B, Measurements Form(s), are needed.

Massachusetts Department of Environmental Protection
Bureau of Waste Site Cleanup
IRA REMEDIAL MONITORING REPORT
MEASUREMENTS
Pursuant to 310 CMR 40.0400 ( SUBPART D )
Remedial System or Monitoring Program: 1 of: 1

BWSC105 ­B

Release Tracking Number
4 26179

Revised: 11/17/2013 Page 1 of 1

For each Point of Measurement, related to concentration indicate the highest concentration detected during the reporting period, of
each oil, hazardous material and/or remedial additive.
For each Point of Measurement for pressure differentials, indicate the lowest pressure differential detected during the reporting
period.

SYSTEM 06/27/2019 PFAS 9.040 0.070 UG/L YES



Table 1 - Summary of Groundwater Pump and Treatment System Total PFAs Analytical Data
Barnstable Country Fire and Rescue Training Academy
155 Flint Rock Road, Barnstable, MA
RTN 4-26179

SAMPLE ID
USEPA Method 537.2 PFOS (ng/L) PFOA  (ng/L) PFNA (ng/L) PFHxS (ng/L) PFHpA (ng/L) PFDA (ng/L) PFOS (ng/L) PFOA  (ng/L) PFNA (ng/L) PFHxS (ng/L) PFHpA (ng/L) PFDA (ng/L) PFOS (ng/L) PFOA  (ng/L) PFNA (ng/L) PFHxS (ng/L) PFHpA (ng/L) PFDA (ng/L)
MassDEP ORS Guidline*
SAMPLE DATE

4/1/2015 760 60 --A --A --A --A -- -- --A --A --A --A -- -- --A --A --A --A

7/17/2015 5600 460 --A --A --A --A -- -- --A --A --A --A -- -- --A --A --A --A

8/4/2015 5900 550 --A --A --A --A -- -- --A --A --A --A -- -- --A --A --A --A

9/30/2015 17000 840 --A --A --A --A -- -- --A --A --A --A -- -- --A --A --A --A

10/15/2015 9900 560 --A --A --A --A BRL (<9.4) BRL (<5.3) --A --A --A --A 9.4 BRL (<5.8) --A --A --A --A

11/12/2015 9000 BRL (<2000) --A --A --A --A BRL (<3.3) --A --A --A --A -- -- --A --A --A --A

1/6/2016 7600 260 --A --A --A --A 120 75 --A --A --A --A -- -- --A --A --A --A

1/21/2016 5200 160 --A --A --A --A 270 16 --A --A --A --A -- -- --A --A --A --A

2/3/2016 3500 140 --A --A --A --A 540 26 --A --A --A --A -- -- --A --A --A --A

2/17/2016 4500 140 --A --A --A --A 520 24 --A --A --A --A -- -- --A --A --A --A

3/8/2016 3700 140 --A --A --A --A 420 19 --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A

3/23/2016 5000 150 --A --A --A --A 650 39 --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A

4/14/2016 4800 140 --A --A --A --A 610 26 --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A

4/28/2016 6300 BRL (<200) --A --A --A --A -- -- --A --A --A --A BRL (<20) BRL (<20) --A --A --A --A

5/12/2016 6800 BRL (<200) --A --A --A --A -- -- --A --A --A --A BRL (<20) BRL (<20) --A --A --A --A

5/25/2016 6900 BRL (<210) --A --A --A --A -- -- --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A

6/16/2016 7800 160 --A --A --A --A -- -- --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A

7/6/2016 7600 270 --A --A --A --A -- -- --A --A --A --A 10 BRL (<5.3) --A --A --A --A

8/11/2016 13000 160 --A --A --A --A 1600 54 --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A

8/18/2016 9500 210 --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A

9/8/2016 9500 190 --A --A --A --A 8.5 5.3 --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A

10/6/2016 17000 250 --A --A --A --A 110 8.3 --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A

10/20/2016 7200 130 --A --A --A --A 1000 BRL (<5.3) --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A

11/3/2016 7900 110 --A --A --A --A 650 BRL (<5.3) --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A

11/17/2016 5400 99 --A --A --A --A 1200 NA --A --A --A --A 17 NA --A --A --A --A

12/1/2016 5300 100 --A --A --A --A 400 14 --A --A --A --A -- -- --A --A --A --A

12/14/2016 5700 95 --A --A --A --A 82 BRL (<5.3) --A --A --A --A 8.1 BRL (<5.3) --A --A --A --A

1/4/2017 4900 95 --A --A --A --A 360 15 --A --A --A --A BRL (<3.3) BRL (<5.3) --A --A --A --A

2/16/2017 2800 88 --A --A --A --A 1000 39 --A --A --A --A 25 BRL (<5.3) --A --A --A --A

3/1/2017 3700 120 --A --A --A --A 1400 47 --A --A --A --A 150 6.5 --A --A --A --A

3/23/2017 3800 87 --A --A --A --A 2000 71 --A --A --A --A 160 9.5 --A --A --A --A

5/3/2017 2400 86 --A --A --A --A -- -- --A --A --A --A BRL (<2.6) BRL (<4.6) --A --A --A --A

4/19/2017 3200 110 --A --A --A --A 160 BRL (<4.6) --A --A --A --A BRL (<2.6) BRL (<4.6) --A --A --A --A

5/18/2017 3000 110 --A --A --A --A 570 32 --A --A --A --A BRL (<2.6) BRL (<4.6) --A --A --A --A

6/1/2017 3200 110 --A --A --A --A 730 33 --A --A --A --A 4.1 BRL (<4.6) --A --A --A --A

6/27/2017 2600 99 --A --A --A --A -- -- --A --A --A --A 210 15 --A --A --A --A

7/18/2017 3500 97 --A --A --A --A 2300 72 --A --A --A --A 49 25 --A --A --A --A

8/16/2017 3000 110 --A --A --A --A BRL (<2.3) BRL (<4.1) --A --A --A --A BRL (<2.3) BRL (<4.1) --A --A --A --A

8/28/2017 2900 100 --A --A --A --A 27 BRL (<20) --A --A --A --A -- -- --A --A --A --A

10/2/2017 3200 85 --A --A --A --A 510 25 --A --A --A --A BRL (<2.6) BRL (<4.6) --A --A --A --A

10/12/2017 4500 110 --A --A --A --A 960 29 --A --A --A --A BRL (<2.6) BRL (<4.6) --A --A --A --A

11/9/2017 2400 77 --A --A --A --A -- -- --A --A --A --A BRL (<6.0) BRL (<3.3) --A --A --A --A

11/20/2017 2000 64 --A --A --A --A 520 15 --A --A --A --A BRL (<6.0) BRL (<3.3) --A --A --A --A

12/7/2017 1600 64 --A --A --A --A 780 34 --A --A --A --A 11 BRL (<3.3) --A --A --A --A

2/5/2018 2100 27 --A --A --A --A 390 13 --A --A --A --A BRL (<6.0) BRL (<3.3) --A --A --A --A

2/14/2018 2100 30 --A --A --A --A 850 27 --A --A --A --A 11 BRL (<3.3) --A --A --A --A

4/9/2018 2,600 79 --A --A --A --A 990 25 --A --A --A --A BRL (<20) BRL (<20) --A --A --A --A

4/13/2018 3100 62 --A --A --A --A 1500 35 --A --A --A --A 30 BRL (<33) --A --A --A --A

5/9/2018 1800 73 --A --A --A --A 490 26 --A --A --A --A BRL (<6.0) BRL (<33) --A --A --A --A

6/14/2018 2800 120 79 540 110 --A 200 9.4 BRL (<8.7) 38 11 --A BRL (<6.0) BRL (<3.3) BRL (<8.7) BRL (<5.6) BRL (<7.4) --A

7/13/2018 2400 100 73 600 90 --A 1100 44 27 24 35 --A BRL (<20) BRL (<20) BRL (<20) BRL (<20) BRL (<20) --A

8/7/2018 2900 95 73 460 86 --A 630 31 22 130 34 --A 27 5.3 BRL (<8.7) 9.1 BRL (<7.4) --A

9/27/2018 4300 69 50 360 190 --A 3600 69 49 330 65 --A 81 BRL (<3.3) BRL (<8.7) 14 BRL (<7.4) --A

10/30/2018 2800 65 46 320 71 --A 100 6 8.7 16 78 --A BRL (<6.0) BRL (<3.3) BRL (<8.7) BRL (<5.6) BRL (<7.4) --A

11/16/2018 2900 62 50 290 77 --A 460 24 19 94 26 --A BRL (<6.0) BRL (<3.3) BRL (<8.7) BRL (<5.6) BRL (<7.4) --A

12/14/2018 1900 62 49 300 70 --A 1200 40 30 180 45 --A BRL (<6.0) BRL (<3.3) BRL (<8.7) BRL (<5.6) BRL (<7.4) --A

1/10/2019 2400 84 68 410 96 --A 2200 71 54 360 82 --A 21 BRL (<3.3) BRL (<8.7) BRL (<5.6) BRL (<7.4) --A

2/15/2019 4600 130 120 550 110 --A 560 14 14 62 14 --A BRL (<6.0) BRL (<3.3) BRL (<8.7) BRL (<6.2) BRL (<7.4) --A

3/11/2019 5600 120 120 520 98 --A 63 BRL(<3.3) BRL (<4.9) BRL (<5.6) BRL (<7.1) --A BRL (<6.0) BRL (<3.3) BRL (<4.9) BRL (<5.6) BRL (<7.1) --A

4/9/2019 6600 140 180 580 99 --A 400 7.4 9.9 31 BRL (<7.1) --A BRL (<5.2) BRL (<7.4) BRL (<4.9) BRL (<5.2) BRL (<7.1) --A

5/21/2019 2500 83 59 290 100 8.6 3400 72 69 260 7.8 12 BRL (<12) BRL (<7.4) BRL(<4.9) BRL (<5.2) BRL (<7.1) BRL (<4.1)

6/27/2019 8400 86 120 340 68 26 BRL (<5.2) BRL (<7.4) BRL (<4.9) BRL (<5.2) BRL (<7.1) BRL (<4.1) BRL (<5.2) BRL (<7.4) BRL (<4.9) BRL (<5.2) BRL (<7.1) BRL (<4.1)

Notes:

1. Concentrations presented in ng/L - nanograms per Liter - parts per trillion

2. * - Prior to June 11, 2018, the USEPA established the EPA Health Advisory for two PFAS chemicals, PFOA and PFOS, which was 70 ng/L.  Subsequently, MassDEP's Office of Research and Standards (ORS) expanded on this Health Advisory

        and created the ORS Guideline that applies to the total summed of five PFAS chemicals, PFOS, PFOA, PFNA, PFHxS, and PFHpA, effective June 11, 2018.

3.   --A : Concentrations of the three additional PFAS chemicals, PFNA, PFHxS, and PFHpA were not presented because the MassDEP ORS Guideline was not in effect and PFAS concentrations were regulated by the USEPA Health Advisory prior to 6.11.18.

4.   --B  : Concentrations of the PFAS compound, PFDA, were not presented prior to the May 2019 sampling period. On April 19, 2019, MassDEP presented a draft of new/proposed groundwater standards for PFAS that includes a sixth, PFAS compound, PFDA.
5.   BRL - Below Laboratory Reporting Limits; reporting limit shown in parentheses.

6.   Concentrations in bold exceed applicable MassDEP ORS Guideline

7.   PFOS - Perfluorooctanesulfonic acid

8.   PFOA - Perfluorooctanoic Acid

9.   PFNA - Perfluorononanoic Acid

10. PFHxS - Perfluorohexanesulfonic Acid

11. PFHpA - Perfluoroheptanoic Acid

12. PFDA - Perfluorodecanoic Acid

13. NA - Concentration data not available

Carbon change conducted on 06/13/19; system restarted on 06/14/19.

Iron sediments pumped out of influent tank and associated piping.

Carbon change conducted on 2/4/19; system restarted on 2/5/19.

Carbon change conducted on 09/28/18; system restarted on 09/29/18.

Carbon change conducted on 06/05/18; system restarted on 06/07/18.
System shutdown on 5/9/18 after sampling collection due to carbon breakthrough and influent pump alarm fail.

EFFLUENTMIDPOINT

System shutdown on 2/14/18 due to transfer pump failure; system restart on 4/9/18.

Carbon change conducted after sample collection on 08/11/16.

Carbon change conducted on 04/13/17.

Carbon change conducted on 8/09/17

INFLUENT (PRW-4)

70 ng/L 70 ng/L70 ng/L



Table 2 - Summary of Groundwater Pump and Treatment System Operating and Maintenance Data
Barnstable Country Fire and Rescue Training Academy
155 Flint Rock Road, Barnstable, MA
RTN 4-26179

Pre Post Gauge: P1 Gauge: P2 Gauge: P1 Gauge: P2

4/9/2018 CE No 75 NA NA NA 75 NA 0 -- Yes Yes
4/10/2018 CE Yes 94 74 NA NA 77 74 2.07 59.3 1 -- 0.001 Yes No

4/11/2018 CE Yes 76 NA NA NA 76 NA 2.78 44.0 2 -- 0.001 Yes No

4/12/2018 CE Yes NA NA NA NA 75 75 2.78 44.0 3 -- 0.002 Yes No
4/13/2018 CE Yes 88 74 NA NA 75 74 2.80 43.8 4 -- 0.003 Yes Yes

4/16/2018 CE Yes 86 74 NA NA 74 74 2.83 43.2 7 -- 0.005 Yes No

4/19/2018 CE Yes 83 NA NA 75 NA NA 10 -- NA Yes No
4/20/2018 CE Yes 89 75 NA NA 75 75 3.07 39.9 11 -- 0.007 Yes No

4/23/2018 CE Yes 92 76 NA NA 77 76 3.18 38.5 14 -- 0.009 Yes No

4/24/2018 CE Yes 74 NA NA NA 76 3.18 38.5 15 -- 0.009 Yes No
4/25/2018 CE Yes 79 NA NA NA 75 3.30 37.1 16 -- 0.009 Yes No

4/26/2018 CE Yes 83 NA NA NA 76 3.37 36.4 17 -- 0.010 Yes No

4/27/2018 CE Yes 84 73 NA NA 75 75 3.42 35.8 18 -- 0.010 Yes No
4/30/2018 CE Yes 87 73 NA NA 75 75 3.53 34.7 21.00 -- 0.012 Yes No

41.3 21.00 0.014
5/1/2018 CS Yes 83 NA NA 75 3.83 32.0 0.00 -- 0.0000 Yes No

5/2/2018 CS Yes 94 75 NA NA 80 75 3.63 33.7 1.00 -- 0.0006 Yes No

5/4/2018 JES Yes 110 73 NA NA 73 75 3.65 33.6 3.00 -- 0.0017 Yes No
5/7/2018 JES Yes 110 73 NA NA 74 74 3.7 33.1 6.00 -- 0.0034 Yes No

33.1 8.00 0.004
6/5/2018 CE/MM No -- -- NR NR NR NR -- -- 0 -- 0 -- --

6/6/2018 CE Yes -- -- NR NR NR NR 3.45 35.5 1 -- 0.001 No No

6/7/2018 CE Yes 62 52 NR NR NR NR 3.18 38.5 2 -- 0.001 Yes No
6/11/2018 CE Yes 56 61 NR NR NR NR 3.63 33.7 6 -- 0.003 Yes No
6/12/2018 CE Yes 56 63 NR NR NR NR 3.68 33.3 7 -- 0.004 Yes No
6/13/2018 CE Yes 58 54 NR NR NR NR 3.46 35.4 8 -- 0.005 Yes No
6/13/2018 MM Yes -- -- NR NR NR NR -- -- 8 -- -- -- Yes
6/16/2018 CE Yes 77 60 NR NR NR NR -- -- 11 -- -- -- No

6/19/2018 CE Yes 92 65 NR NR NR NR -- -- 14 -- -- No No

6/20/2018 CE Yes 72 60 NR NR NR NR 3.73 32.8 15 -- 0.008 Yes No

6/21/2018 CE Yes 79 60 NR NR NR NR -- 16 --

6/22/2018 CE Yes 87 67 NR NR NR NR 3.72 32.9 17 -- 0.009 Yes No
6/25/2018 CE Yes 81 68 NR NR NR NR 3.77 32.5 20 -- 0.011 Yes No
6/27/2018 CE Yes 79 68 NR NR NR NR 3.73 32.8 22 -- 0.012 Yes No
6/29/2018 CE Yes 78 68 NR NR NR NR 3.68 33.3 24 -- 0.014 Yes No

33.9 24 0.013
7/2/2018 CE Yes 83 69 NR NR NR NR 3.95 31.0 2 -- 0.001 Yes No
7/5/2018 CE No -- -- NR NR NR NR -- -- 5 -- -- No No
7/6/2018 CE Yes 86 69 NR NR NR NR 3.87 31.7 5 -- 0.003 Yes No
7/9/2018 CE Yes 89 72 NR NR NR NR 3.77 32.5 8 -- 0.004 Yes No

7/11/2018 CE Yes 88 72 NR NR NR NR 3.85 31.8 10 -- 0.005 Yes No
7/13/2018 CE Yes 89 72 NR NR NR NR 4.08 30.0 12 -- 0.006 Yes Yes
7/16/2018 CE Yes 98 70 NR NR NR NR 3.97 30.9 15 -- 0.007 Yes No
7/18/2018 CE No -- -- NR NR NR NR -- -- -- -- -- No No
7/19/2018 CE Yes 94 72 NR NR NR NR 4.03 30.4 17 -- 0.008 Yes No
7/20/2018 CE Yes 81 72 NR NR NR NR -- -- -- -- -- Yes No
7/23/2018 CE Yes 84 72 NR NR NR NR 4.47 27.4 21 -- 0.009 Yes No
7/25/2018 CE Yes 84 72 NR NR NR NR -- -- -- -- -- Yes No
7/26/2018 CE Yes 80 72 NR NR NR NR -- -- -- -- -- Yes No
7/27/2018 CE Yes 88 72 NR NR NR NR 4.8 25.5 25 -- 0.010 Yes No
7/30/2018 CE Yes 91 71 NR NR NR NR 4.95 24.7 28 -- 0.011 Yes No

29.6 28 0.015
8/2/2018 CE Yes 89 70 NR NR NR NR 5.17 23.7 2 -- 0.001 Yes No
8/6/2018 CE Yes 94 72 NR NR NR NR 5.22 23.5 6 -- 0.003 Yes No

8/10/2018 CE Yes 98 72 NR NR NR NR 4.32 28.4 10 -- 0.006 Yes No
8/14/2018 CE Yes 82 69 NR NR NR NR 4.8 25.5 14 -- 0.007 Yes No
8/17/2018 CE Yes 81 64 NR NR NR NR 5.0 24.5 17 -- 0.008 Yes No
8/21/2018 CE No 78 68 NR NR NR NR 5.2 23.6 20 -- 0.009 Yes No
8/24/2018 CE Yes 77 68 NR NR NR NR 5.32 23.0 23 -- 0.010 Yes No
8/28/2018 CE Yes 89 69 NR NR NR NR 6.03 20.3 27 -- 0.011 Yes No

24.1 30 0.014

Totals for May 2018 Average Flow Rate (gpm)

CommentsDate Operator1
6" Influent

Tank Fill Rate
(min)

Influent Flow
Rate (GPM)2

Estimated Total PFAs
Removal (kg)3

Influent Bag Filter Differential
Pressure (psi) 7

Pre-Filter Changeout
Differential Pressure  (psi)

Post-Filter Changeout
Differential Pressure  (psi)

Changed 3 bag filters (5 µm) and conducted system pressure checks.

Conducted system pressure checks after restart.
Changed 3 bag filters (5 µm) and conducted system pressure checks.

PRW-4 well pump is operating at high level, high level float is not triggering pump to shut off. CS turned off PRW-4 manually at 1243 and restarted at
14:32. Carbon vessels were backwashed individually from 1313 to 1427.
Transfer pump is drawing down influent/holding tank faster than PRW-4 well is filling tank. No bag filter changes.
Changed 3 bag filters (5 µm) and conducted system pressure checks.
Pressure differential at 8 psi, no bags change.  PRW-4 well high level float not triggering pump to shut off.  Changed 3 bag filters (5 µm) and conducted
system pressure checks.

Changed 3 bag filters (5 µm) and conducted system pressure checks.
High level float not triggering PRW-4 to shut down. Sean ( B&B Electric) on site to inspect high float electrical issues. PRW-4 shut off at 13:40 to inspect
control panel, PRW-4 restarted at 14:55. Transfer pump maintaining flow ahead of PRW-4 well pump.   Both carbon vessels backwashed.  Changed 3 bag
filters (5 um).

Average Flow Rate (gpm)Totals for April 2018

System
Operating on

Arrival

System
Sampled

System Operating
on Departure

Carbon Change out- filled vessels with water and let to sit for ~24 hours, changed 3 bag filters (5 um)

Pump floats not operating correctly, low float turns pump off and when low float is in water again, transfer pump starts. System remained off.
Electrian on site in morning to correct float error; system operating normally.

Did not collect system data, only collected samples from Influent, Midpoint, and Effluent sample ports/locations.

Totals for June 2018 Average Flow Rate (gpm)

Changed 3 bag filters and repaired holding basket for bags. Recovery well was not running, went out to the well and checked power, turned power to
well on/off and did not hear contact relay pull in. System remained off until electrical issue in recovery well is fixed.  Fixed at 15:45
No bag change, conducted system pressure checks.
No bag change, conducted system pressure checks. Worked by phone with Bob Simmonds on Control panel for transfer pump, pump will not change
speed.
Changed 3 bag filters, conducted system pressure checks.

Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.

Changed 3 bag filters, conducted system pressure checks.

Changed 3 bag filters.

Pressure differential of 4 psi, no bag filter change, transfer pump is maintaining flow ahead of the PRW-4 well pump.

Pressure differential of 7 psi, no bag filter change, transfer pump is maintaining flow ahead of the PRW-4 well pump.  While both the system transfer
pump and PRW-4 well pump are on and operating, treatment takes 28 seconds to drawn down 1 inch in influent tank (~17.5 gallons)
Changed 3 bag filters (5 µm) and conducted system pressure checks.

No bag change, conducted system pressure checks.
No bag change, conducted system pressure checks.

Changed 3 bag filters, conducted system pressure checks.

Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.

No power  supplied to the recovery well.

Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.
No power  supplied to the recovery well. Contact relay at recovery well pump out.
Electrician replaced the contact relay; recovery well operating again. Changed 3 bag filters and collected system pressure checks.
Changed 3 bag filters, conducted system pressure checks. Backwashed carbon vessels.
Changed 3 bag filters, conducted system pressure checks.
Collected system pressure checks.
Collected system pressure checks.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.

Days
System

Operating

Transfer pump is maintaining drawdown  and flow through system ahead of the PRW-4 well pump, no bag changes.

No bag change, conducted system pressure checks.

Changed 3 bag filters.

Adjusted /increased VFD of transfer pump from 35 psi to 40 psi to maintain drawdown ahead of PRW-4 well pump . No bag change. 1" drawdown ~ 1:41
Changed 3 bag filters (5 µm) and conducted system pressure checks. Conducted a backwash on both carbon vessels, PRW-4 well pump would not shut
off, float switch relay stuck in on position, PRW-4 shutoff at 0733 and restarted at 08:26 with float switch working properly. Adjusted transfer pump rate
back to 35 psi.
Changed 3 bag filters (10 um) and conducted system pressure checks.
Changed 3 bag filters (5 um) and conducted system pressure checks.

Effluent
Flow Rate

(GPM)2

Totals for July 2018 Average Flow Rate (gpm)

Recovery well down, due to contactor burnout/failure. System restarted at 14:45.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.

Totals for August 2018 Average Flow Rate (gpm)

Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks. System was sampled on August 7, 2018.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks. Backwashed carbon vessels.

Page 1 of 3



Table 2 - Summary of Groundwater Pump and Treatment System Operating and Maintenance Data
Barnstable Country Fire and Rescue Training Academy
155 Flint Rock Road, Barnstable, MA
RTN 4-26179

Pre Post Gauge: P1 Gauge: P2 Gauge: P1 Gauge: P2
CommentsDate Operator1

6" Influent
Tank Fill Rate

(min)

Influent Flow
Rate (GPM)2

Estimated Total PFAs
Removal (kg)3

Influent Bag Filter Differential
Pressure (psi) 7

Pre-Filter Changeout
Differential Pressure  (psi)

Post-Filter Changeout
Differential Pressure  (psi)

Conducted system pressure checks after restart.

System
Operating on

Arrival

System
Sampled

System Operating
on Departure

Days
System

Operating

Effluent
Flow Rate

(GPM)2

9/4/2018 CE Yes 89 67 NR NR NR NR 5.87 20.9 4 -- 0.002 Yes No
9/7/2018 CE Yes 82 70 NR NR NR NR 6.52 18.8 7 -- 0.004 Yes No

9/11/2018 CE Yes 88 70 NR NR NR NR 7.03 17.4 11 -- 0.005 Yes No
9/14/2018 CE Yes 86 70 NR NR NR NR 7.18 17.1 14 -- 0.006 Yes No
9/18/2018 CE Yes 91 74 NR NR NR NR 8.02 15.3 18 -- 0.007 Yes No
9/21/2018 CE No 74 70 NR NR NR NR -- -- -- -- -- No No
9/24/2018 CE Yes 94 70 NR NR NR NR 8.03 15.3 23 -- 0.010 Yes No
9/28/2018 CE Yes -- -- NR NR NR NR -- -- -- -- -- -- --

17.4 28 0.010
10/1/2018 CE No 78 57 NR NR NR NR 5.83 21.0 1 -- 0.000 Yes No
10/5/2018 CE Yes 65 55 NR NR NR NR 6.35 19.3 5 -- 0.002 Yes No

10/10/2018 CE Yes 56 57 NR NR NR NR 6.95 17.6 10 -- 0.003 Yes No
10/12/2018 CE Yes 60 55 NR NR NR NR -- -- 12 -- -- Yes No
10/15/2018 CE Yes 70 60 NR NR NR NR 6.9 17.8 15 -- 0.005 Yes No
10/19/2018 CE Yes 71 60 NR NR NR NR 7.12 17.2 19 -- 0.006 Yes No
10/23/2018 CE Yes 76 63 NR NR NR NR 7.73 15.8 23 -- 0.007 Yes No
10/26/2018 CE Yes 72 64 NR NR NR NR 8.83 13.9 26 -- 0.007 Yes No
10/30/2018 CE Yes 80 65 NR NR NR NR 7.52 16.3 30 -- 0.009 Yes Yes

17.4 31 0.011
11/2/2018 CE Yes 71 62 NR NR NR NR 7.86 15.6 2 -- 0.001 Yes No

11/6/2018 CE Yes 71 62 NR NR NR NR -- -- 6 -- No No

11/8/2018 CE Yes 65 45 NR NR NR NR 5.25 23.3 6 -- 0.004 Yes No
11/9/2018 CE Yes 55 44 NR NR NR NR 5.2 23.6 7 -- 0.004 Yes No

11/12/2018 CE Yes 51 47 NR NR NR NR 5.03 24.4 10 -- 0.007 Yes No
11/13/2018 CE Yes 52 47 NR NR NR NR 4.88 25.1 11 -- 0.007 Yes No
11/14/2018 CE Yes 54 47 NR NR NR NR 4.92 24.9 12 -- 0.008 Yes No
11/15/2018 CE Yes 55 47 NR NR NR NR -- -- 13 -- -- Yes No
11/16/2018 CE Yes 54 50 NR NR NR NR 4.63 26.5 14 -- 0.010 Yes Yes
11/21/2018 CE Yes 63 53 NR NR NR NR 5.08 24.1 19 -- 0.012 Yes No
11/27/2018 CE Yes 69 55 NR NR NR NR 5.75 21.3 25 -- 0.014 Yes No
11/30/2018 CE Yes 77 58 NR NR NR NR 5.85 20.9 28 -- 0.016 Yes No

23.0 28 0.012
12/3/2018 CE Yes 63 62 NR NR NR NR 5.33 23.0 3 -- 0.001 Yes No
12/7/2018 CE Yes 83 67 NR NR NR NR 5.58 22.0 7 -- 0.002 Yes No

12/11/2018 CE Yes 75 65 NR NR NR NR 5.8 21.1 11 -- 0.003 Yes No
12/14/2018 CE Yes 70 63 NR NR NR NR 5.4 22.7 14 -- 0.004 Yes Yes
12/18/2018 CE Yes 70 65 NR NR NR NR 6.72 18.2 18 -- 0.004 Yes No
12/21/2018 CE Yes 70 67 NR NR NR NR 6.7 18.3 21 -- 0.005 Yes No
12/26/2018 CE Yes 78 71 NR NR NR NR 7.38 16.6 26 -- 0.006 Yes No
12/28/2018 CE Yes 82 70 NR NR NR NR 7.35 16.7 28 -- 0.006 Yes No
12/31/2018 CE Yes 82 71 NR NR NR NR 7.38 16.6 31 -- 0.007 Yes No

19.5 31 0.008
1/4/2019 RPT Yes 72 72 NR NR NR NR 6.5 18.8 4 -- 0.001 Yes No
1/7/2019 PCB Yes 80 71 NR NR NR NR 6.2 19.8 7 -- 0.002 Yes No

1/10/2018 RPT Yes 75 70 NR NR NR NR 7.03 17.4 10 -- 0.003 Yes No
1/11/2018 MDM Yes 79 71 NR NR NR NR 7.62 16.1 11 -- 0.003 Yes Yes
1/14/2019 PCB Yes 76 71 NR NR NR NR -- -- 14 -- -- Yes No
1/15/2019 PCB Yes 80 71 NR NR NR NR -- -- 15 -- -- Yes No
1/18/2019 PCB Yes 76 71 NR NR NR NR 8.65 14.2 18 -- 0.004 Yes No
1/21/2019 SCT Yes 80 71 NR NR NR NR 8.15 15.0 21 -- 0.005 Yes No
1/24/2019 SCT Yes 85 69 NR NR NR NR 9.1 13.5 24 -- 0.005 Yes No
1/27/2019 SCT Yes 85 68 NR NR NR NR 8.25 14.8 27 -- 0.007 Yes No
1/30/2019 PCB Yes 86 71 NR NR NR NR 9 13.6 30 -- 0.007 Yes No
1/31/2019 PCB Yes 83 71 NR NR NR NR -- -- 31 -- -- Yes No

14.5 31 0.008
2/4/2019 RPT Yes -- -- NR NR NR NR -- -- -- -- -- -- No
2/5/2019 RPT No 52 35 NR NR NR NR 7.33 16.7 4 222.7 0.002 Yes No

2/11/2019 PCB Yes 83 45 NR NR NR NR 11.58 10.6 10 -- -- Yes No
2/13/2019 ST Yes 55 43 NR NR NR NR 8.12 15.1 12 -- -- Yes No
2/15/2019 MDM Yes -- -- NR NR NR NR 7.5 16.3 14 131.7 0.007 Yes Yes
2/22/2019 ST Yes -- -- NR NR NR NR 10.75 11.4 21 43.75 0.007 Yes No
2/25/2019 MDM Yes 25 15 NR NR NR NR 7.5 16.3 23 -- -- Yes No

14.4 26 132.7 0.011 Yes No
3/1/2019 ST Yes 43 40 NR NR NR NR 7.55 16.2 1 76.6 0.001 Yes No
3/3/2019 ST Yes 45 40 NR NR NR NR -- -- 3 -- -- Yes No
3/5/2019 PCB Yes 46 40 NR NR NR NR -- -- 5 -- -- Yes No
3/7/2019 PCB/ST Yes 50 40 NR NR NR NR 8.16 15.0 7 -- 0.004 Yes No
3/9/2019 ST Yes 44 41 NR NR NR NR 7.75 15.8 9 -- 0.005 Yes No

3/11/2019 ST Yes 58 50 NR NR NR NR 7.92 15.5 11 68.1 0.006 Yes Yes
3/13/2019 ST Yes 65 50 NR NR NR NR 4.62 26.5 13 -- -- Yes No
3/14/2019 ST Yes 75 50 NR NR NR NR 5.16 23.7 14 70.0 0.012 Yes No

3/16/2019 PCB No 62 60 NR NR NR NR -- -- 15 -- -- Yes No

3/22/2019 ST Yes 28 20 NR NR NR NR 2.38 51.5 21 51.5 0.038 Yes No

3/23/2019 ST Yes 23 20 NR NR NR NR -- -- 22 -- -- No No

3/29/2019 RPT/ST No -- -- NR NR NR NR -- -- 23 -- -- Yes No

29.3 25 63.2 0.022

Replaced VFD drive for effluent transfer pump inside system shed.
Changed bag filters before system shutdown. System shutdown due to slow flow rate from transfer pump as a result of accumulating iron sediments in
EQ tank from slow influent flow rate as a result of a the failing PRW-4 well pump.

Removed/pumped out the contents of the influent equalization (EQ) tank, repaired the system's pump electrical components, adjusted VFD on transfer
pump, installed unions on influent piping manifold, replaced bag filters at discharge into the EQ tank, and restarted the system at 1645.

Totals of March 2019 Average Flow Rate (gpm)

Conducted system pressure checks.
Conducted system pressure checks and changed bag filters.

Conducted system pressure checks.
Conducted system pressure checks, changed bag filters, installed/replaced filters baskets with new stainless steel filter baskets.

Changed bag filters.
Changed bag filters
Noticed low speed on transfer pump, adjusted VFD to increase pump speed to 55 Hz. Changed 3 bag filters twice.
Conducted system pressure checks and collected samples from EQ tank for analysis at County lab for disposal criteria.
Pump at PRW-4 shut off upon arrival to system, contact relay failure, possibly due to power surge from thunderstorm. Restarted system after contact
relay was replaced.

Average Flow Rate (gpm)

Changed 3 bag filters, repaired filter basket, adjusted and lowered the speed drive on the transfer/discharge pump.
Sampled system and collected system pressure checks.

Carbon Change out- filled vessels with water and let to sit for ~24 hours, changed 3 bag filters (5 um).

Changed 3 bag filters, conducted system pressure checks.

Totals for December 2018 Average Flow Rate (gpm)

Totals of January 2019

Totals of February 2019

Conducted system pressure checks.
Conducted system pressure checks.
Conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.

Change 3 bag filters, conducted system pressure checks.
Change 3 bag filters, conducted system pressure checks.

Change 3 bag filters, conducted system pressure checks.

Changed 3 bag filters, conducted system pressure checks.

Changed 3 bag filters, conducted system pressure checks.

Changed 3 bag filters, conducted system pressure checks.

Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.

Carbon Change out- filled vessels with water and let to sit for ~24 hours, changed 3 bag filters (5 um), system sampled on 09/27/18.

Changed 3 bag filters, conducted system pressure checks.
Recovery well down.

Totals for September 2018 Average Flow Rate (gpm)

Changed 3 bag filters, conducted system pressure checks.

Changed 3 bag filters, conducted system pressure checks.

Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.

Changed 3 bag filters, conducted system pressure checks.

Changed 3 bag filters, conducted system pressure checks. System restarted at 12:40 following the completion of the force main descaling.

Changed 3 bag filters, conducted system pressure checks. Backwashed both carbon vessels. System shutdown at 10:00 for force main descaling and
flush.

Changed 3 bag filters, conducted system pressure checks.

Change 3 bag filters, conducted system pressure checks.

System restarted after scheduled shutdown for carbon exchange. Changed bag filters and conducted system pressure checks.

Changed 3 bag filters, conducted system checks.

System shutdown at 09:33 for the replacement of the submersible pump at PRW-4 and restarted at 14:04.

Changed 3 bag filters, conducted system pressure checks.
No bag change necessary.
Changed 3 bag filters, conducted system pressure checks. Repaired filter basket.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks. Repaired holding basket in filter vessel.
Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks. Repaired bag holder (basket) in filter vessel.

Conducted system pressure checks.

Totals for October 2018 Average Flow Rate (gpm)

System restarted after scheduled shutdown for carbon exchange. Changed 3 bag filters, conducted system pressure checks.
Changed 3 bag filters, conducted system pressure checks.

Totals for November 2018 Average Flow Rate (gpm)

Average Flow Rate (gpm)

Changed 3 bag filters, conducted system pressure checks, observed hole in pre-filter basket.
Change 3 bag filters, conducted system pressure checks.
Conducted system pressure checks.
Change 3 bag filters, conducted system pressure checks.
Conducted system pressure checks.

Change 3 bag filters, conducted system pressure checks.

Change 3 bag filters, conducted system pressure checks.
Change 3 bag filters, conducted system pressure checks.
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Table 2 - Summary of Groundwater Pump and Treatment System Operating and Maintenance Data
Barnstable Country Fire and Rescue Training Academy
155 Flint Rock Road, Barnstable, MA
RTN 4-26179

Pre Post Gauge: P1 Gauge: P2 Gauge: P1 Gauge: P2
CommentsDate Operator1

6" Influent
Tank Fill Rate

(min)

Influent Flow
Rate (GPM)2

Estimated Total PFAs
Removal (kg)3

Influent Bag Filter Differential
Pressure (psi) 7

Pre-Filter Changeout
Differential Pressure  (psi)

Post-Filter Changeout
Differential Pressure  (psi)

Conducted system pressure checks after restart.

System
Operating on

Arrival

System
Sampled

System Operating
on Departure

Days
System

Operating

Effluent
Flow Rate

(GPM)2

4/1/2019 ST Yes -- -- 40 28 40 39 2.25 54.4 1 -- 0.002 Yes No
4/3/2019 ST Yes -- -- 40 39 -- -- -- -- 3 -- -- Yes No
4/6/2019 ST Yes -- -- 50 41 50 50 2.23 54.9 6 -- 0.014 Yes No

4/9/2019 GWTT Yes -- -- 40 50 -- -- 1.6 76.6 9 18.85 0.029 Yes Yes

4/10/2019 ST Yes -- -- 50 15 23 25 -- -- 10 -- -- Yes No
4/11/2019 ST Yes -- -- 40 35 35 35 -- -- 11 -- -- Yes No
4/12/2019 GWTT Yes -- -- 50 40 44 46 3 40.8 12 -- 0.020 Yes No
4/15/2019 GWTT Yes -- -- 55 45 55 55 4.08 30.0 15 -- 0.019 Yes No
4/19/2019 GWTT Yes -- -- 58 55 35 40 2.5 49.0 19 0.039 Yes No
4/23/2019 GWTT Yes -- -- 48 47 50 55 4.00 30.6 23 33.4 0.029 Yes No
4/26/2019 GWTT Yes -- -- 58 50 55 60 -- -- 26 20.3 -- Yes No

4/30/2019 GWTT No -- -- -- -- -- -- -- -- 29 -- -- -- Yes

48.1 29 24.2 0.058
5/3/2019 GWTT Yes -- -- 55 35 45 50 2.18 56.2 3 32.93 0.003 Yes No
5/7/2019 GWTT Yes -- -- 58 38 50 55 2.05 59.8 7 31.57 0.007 Yes No

5/10/2019 GWTT No -- -- -- -- -- -- -- -- -- -- -- -- --

5/17/2019 GWTT No -- -- 55 38 -- -- -- -- 10 -- -- Yes No

5/21/2019 MDM No -- -- 57 30 57 60 1.83 66.9 14 33.38 0.016 Yes Yes

5/24/2019 GWTT Yes -- -- 58 35 58 60 2.083 58.8 17 25.36 0.017 Yes No

5/28/2019 GWTT Yes -- -- 56 46 55 60 2.65 46.2 21 52.10 0.016 Yes No
5/31/2019 GWTT Yes -- -- 58 35 55 60 2.17 56.5 24 36.90 0.022 Yes No

57.4 24 35.4 0.023
6/4/2019 GWTT Yes -- -- 57 48 57 62 2.46 49.8 4 20.2 0.010 Yes No
6/7/2019 GWTT Yes -- -- 57 45 57 62 2.43 50.4 7 16.2 0.017 Yes No

6/11/2019 GWTT Yes -- -- 76 78 70 82 2.53 48.4 11 17.3 0.026 Yes No

6/13/2019 MDM No -- -- -- -- -- -- -- -- 11 -- -- No No
6/14/2019 GWTT No -- -- -- -- 25 28 2.3 53.3 12 167.12 0.032 Yes No
6/18/2019 GWTT Yes -- -- 25 10 11 15 2.23 54.9 16 56.2 0.043 Yes No
6/21/2019 GWTT Yes -- -- 17 15 17 20 2.12 57.8 19 58.6 0.054 Yes No
6/25/2019 GWTT Yes -- -- 20 18 20 25 2.3 53.3 23 59.0 0.060 Yes No
6/27/2019 MDM Yes -- -- 33 21 -- -- 3.2 38.3 25 17.5 0.047 Yes Yes
6/28/2019 GWTT Yes -- -- 33 22 30 35 2.4 51.0 26 60.9 0.065 Yes No

50.8 27 62.4 0.068

Notes:
1.  CE - Coastal Engineering.
2. GWTT - Groundwater Treatment Technologies

5.  NA  or  -- Not Applicable, (not measured).
6. NR - Not Reported
7. As of April 1, 2019; the system's O&M data reporting was changed to include the differential pressure readings from the bag filter unit's pressure gauges before and after the bag filters are changed/replaced, if applicable.

Conducted system pressure checks and changed bag filters.

Conducted system pressure checks and changed bag filters.

Conducted system pressure checks and changed bag filters.

Conducted system pressure checks.

Conducted system pressure checks, backwashed the primary carbon vessel for ~30 minutes; inspected the transfer pump and removed excess iron oxide
sedimentation from the inlet piping.

Conducted system pressure checks and changed bag filters.

Conducted system pressure checks and changed bag filters.

3.  The influent flow rate is calculated based on the cross-sectional volume per vertical foot of the influent tank and the measured/timed filling rate of the tank. The diameter of the influent tank is approximately 78 inches.  The cross-sectional
volume of the tank is approximately 33.1 cubic feet per vertical linear foot. Therefore the flow rate calculation factor is approximately 122.5 gallons per 6 inches.

4.  Total mass of PFAs removed is calculated based on the calcuated influent flow rate, the number of days the system has been operating, and the average total Infuent PFAs concentration for the month. For the month of April, the average
Influent PFAs concentration was 7,599 ng/L.

Conducted system pressure checks and changed bag filters.
Conducted system pressure checks and changed bag filters.
Conducted system pressure checks and changed bag filters.
Conducted system pressure checks and changed bag filters, conducted general housekeeping duties.

System off on arrival due to contact relay failure for transfer pump operation; system restarted at 16:29 after contact relay was replaced.

Totals of April 2019 Average Flow Rate (gpm)

Totals of May 2019 Average Flow Rate (gpm)

Conducted system pressure checks and changed bag filters.
Conducted system pressure checks and changed bag filters.
System down as a result of failed VFD for transfer pump operation, changed bag filters.

Installed new VFD drive, system shutdown due to power surge from thunderstorm. Electrician added 15 minute- electrical control delay at the control
panel in the system shed; creating a 15 minute delay before the pump at PRW-4 powers on at the "high level" float switch.

Power surge from rogue ground voltage at electrical easement "fried" the electrical delay at control panel in system shed. Electrican bypassed delay to
allow system restart at 11:15. Electrician will change coil at PRW-4 panel to lower voltage at later date. Conducted system pressure checks and changed
bag filters.
Conducted system pressure checks and changed bag filters. Bypass installed to allow 15 minute delay on PRW-4 submersible pump float switch.

Conducted system pressure checks and changed bag filters twice. Backwashed both carbon vessels.
Conducted system pressure checks and changed bag filters, 3" butterfly valve on INF of LGACS #2 replaced.

Conducted system pressure checks and changed bag filter. Replaced 4" flow meter and associated piping to 3" meter/pipe size.

Conducted system pressure checks and changed bag filters. System shutdown due to high pressure measurement on the LGAC vessels, (from iron
fouling); carbon change to occur on 6/13/19.

System off for carbon change out.
System restarted at 13:00; adjusted flow rate via VFD.
Conducted system checks, changed bag filters, adjusted VFD to 55 GPM.

Conducted system checks, changed bag filters, VFD at 35 Hz. Effluent flow rate increased after bag filter changeout.

Conducted system checks, changed bag filters, adjusted VFD to 28 Hz.
Conducted system checks, changed bag filters, adjusted VFD from 28 to 35 Hz.
Conducted system checks, system VFD at 35 Hz; pressure gauges at LGAC 2 are 0 psi.

Totals of June 2019 Average Flow Rate (gpm)

Conducted system pressure checks and changed bag filters.

Page 3 of 3


